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DISCLOSURE REQUIREMENTS 
Chapter 176 of the Texas Local Government Code mandates the public disclosure of certain 
information concerning persons doing business or seeking to do business with the City of Bryan, 
including affiliations and business and financial relationships such persons may have with City of 
Bryan officers.  An explanation of the requirements of Chapter 176, applicable forms and a 
complete text of the new law are available at: 
http://www.bryantx.gov/departments/purchasing/texeth.htm.  If you are unable to obtain such 
information online, please contact the City of Bryan Purchasing Department, 1309 E. MLK St., 
Bryan, Texas 77803 or call (979)209-5500. 
 
 
 
BY DOING BUSINESS OR SEEKING TO DO BUSINESS WITH THE CITY OF BRYAN, 
YOU ACKNOWLEDGE THAT YOU HAVE BEEN NOTIFIED OF THE 
REQUIREMENTS OF CHAPTER 176 OF THE TEXAS LOCAL GOVERNMENT CODE 
AND THAT YOU ARE SOLELY RESPONSIBLE FOR COMPLYING WITH THEM.



   

 

REQUEST FOR BIDS 
 

Sealed bids will be received by the City of Bryan at the Purchasing Department Office until 2:00 P.M. 
Tuesday, June 20, 2006 publicly opened and read aloud at 2:00 P.M., same date, on the following 
commodities or services: 

SOUTH PARKER STREET SEWER IMPROVEMENTS 
City Job No.:  411-DS-0318 

Bid Number:  06-133 
 

The South Parker Street Sewer Improvements Project consists of the removal of approximately 400 
LF of 4” sewer line and 160 LF of 6” sewer line; the installation of approximately 650 LF of 8” PVC 
sewer line; the installation of 5 Standard Precast Manholes; open cutting and repairing an asphalt street 
segment and all associated clearing, grading and earthwork. 
  
A pre-bid conference is scheduled at 10:00 a.m. on Tuesday, June 13, 2006, at the Purchasing 
Department Conference Room at 1309 E. Martin Luther King Street, Bryan, Texas.  
 
Bid forms, specifications and drawings may be secured at the Purchasing Department Office at 1309 E. 
Martin Luther King Street, Bryan, Texas 77803.  These documents are available online at 
www.bryantx.gov/departments/purchasing.  These documents are also available on CDROM for no 
charge.  Cost for the printed documents will be one hundred dollars ($100.00).  The check for Plans, 
Specifications and Information for Bidders shall be made payable to the City of Bryan.  
 
The City of Bryan reserves the right to accept or reject any or all bids, to waive any informalities and 
technicalities, to accept the offer considered most advantageous and to award the bid to the vendor 
offering the best value to the City of Bryan.  Additionally all bidders are hereby notified that the City of 
Bryan shall consider all factors it believes to be relevant in the determination of the best value including, 
but not limited to, the proximity of the bidder as it relates to his ability to perform the contract for the 
City of Bryan. 
 

 
City of Bryan 



   

 

 
SCHEDULE OF EVENTS 

 
• Monday, June 5, 2006 & Monday, June 12, 2006 – Advertisement dates. 
 
• Tuesday, June 13, 2006 @ 10:00 a.m. C.S.T.- Pre-bid meeting to be held in the Purchasing 

Office, 1309 E. Martin Luther King St., Bryan, TX. 
 
• Wednesday, June 14, 2006 @ 10:00 a.m. C.S.T. - Deadline for written requests for clarifications 

to the RFB.   
 

• Tuesday, June 20, 2006 @ 2:00 p.m. C.S.T – Sealed bids delivered to the Office of the 
Purchasing Department, City of Bryan, 1309 E. Martin Luther King St., Bryan, TX.  Bids 
received after the time and date set for the opening of the bid will not be accepted and will be 
returned unopened.  

 
• Tuesday, July 11, 2006  Anticipated date of award 

 



   

 

 

PROJECT DATA 
 

South Parker Street Sewer Improvements 
City Job No.: 411-DS-0318 

 
 
This project consists of the following:   
 
1. Removal of approximately 400 LF 4” sanitary sewer line, 160 LF of 6” sanitary sewer line and 3 

manholes. 
2. Furnish and installation of approximately 650 LF of 8” PVC sanitary sewer line and 5 standard 

precast manholes.    
3. Open cut and repair approximately 5 SY of concrete pavement and 15 SY of asphalt pavement to 

replace approximately 10 LF of 6” sanitary sewer line and approximately 20 LF of 4” sanitary sewer 
line. 

 
The Contractor will implement a SWPPP prior to commencing construction activities.  A Notice of 
Intent (NOI) will be submitted by the Contractor at least 2 working days prior to beginning construction 
to the appropriate regional office of TCEQ (Texas Commission of Environmental Quality).  The 
Contractor will also submit a Notice of Termination (NOT) within 30 days after (a) final stabilization 
has been achieved on all portions of the site and (b) all silt fences and other temporary erosion controls 
have been removed or scheduled for removal as defined in the SWPPP. 
 
 



   

 

BID PROPOSAL INSTRUCTIONS 
(Proposal) 

 
 

The following items must be included with the bid when it is submitted.  The City reserves the right to 
reject any bid for failure to comply with these requirements.   
 
The bid documents (Proposal Pages) may be removed from the specification booklet and submitted with 
a bid bond or cashier’s check.   It is not necessary to include copies of the addendums.  A space to 
acknowledge receipt of addendums is included in the bid documents. 
 

 An executed Bidder’s Bond or Cashier’s Check for an amount equal to 5% of the amount of the 
bid.  The bidder’s original corporate seal must be affixed to the bid bond, or a resolution from the 
corporation’s directors must accompany the bond that authorizes an individual to sign the bid 
proposal on behalf of the corporation. 

 A bid proposal that has been fully completed and signed by the person authorized to represent 
the company submitting the bid.  The proposal must use the same form or a photocopy of the 
form provided in the bid document.  Acknowledgment of the receipt of any and all addenda to 
the bids must be provided on the proposal. 

 If the bidder is a corporation, a copy of their “Franchise Tax Certificate of Account Status” 
showing all franchise taxes are current. 

 A completed “Statement of Bidder’s Qualifications” (this item may be submitted to the City 
within 3 working days of the bid opening for the proposal to be considered. 

 All bidders must submit with their bid the “Felony Conviction Notification form” contained 
within this bid package.  Failure to acknowledge and submit the completed Felony Conviction 
Notification form is sufficient cause for the bid to be rejected. 

 
Additional information regarding these items is provided in the Proposal Pages that follow.   
 
Bidders on this work will be required to comply with the President's Executive Order No. 11246 
regarding non-discrimination in employment.  The requirement for bidders and contractors under this 
order are available at the City of Bryan Purchasing Department. 
 
In order to ensure a fair and public bid process, all questions related to this Request for Bid shall be 
addressed in writing.  Questions must be submitted in writing (US Mail, Fax or E-mail) to Teresa 
Johnston-Bassham at 1309 E. Martin Luther King St., Bryan, TX, 979-209-5504 or 
tbassham@bryantx.gov prior to 10:00 a.m. CST on Wednesday, June 14, 2006.  Contact with any City 
of Bryan employee or official is prohibited without prior written consent from the City Purchasing 
Manager.  Failure to observe this requirement may be grounds for rejection of the Bid.   
 
 



   

 

CITY OF BRYAN 

PROPOSAL 
 DATE:    

Proposal of               

a corporation organized and existing under the laws of the State of  ; 

or a partnership consisting of  ;           

or an individual trading as    : 

TO THE CITY OF BRYAN 
BRYAN, TEXAS 
 
Gentlemen: 
 
 The undersigned hereby proposes to furnish all labor and material, tools, and necessary 
equipment, for the construction of the project, and to perform the work required for the construction of 
the said project, at the locations set out by the plans and specifications, in strict accordance with the 
contract documents. 
 
 The undersigned further agree to execute a contract within 10 days from the date of notification 
of the acceptance of this proposal, or within such time as the City of Bryan may determine, and in case 
the undersigned fail of neglect to appear to execute the contract within the specified time, of which this 
proposal, the plans, specifications, special provisions and advertisements are a part, the undersigned will 
be considered as having abandoned it, and the Cashier's Check or Bidder's Bond in the sum of           
                                                                           ($                   ) Dollars accompanying this 
proposal will be forfeited to the City of Bryan, Texas, by reason of such failure on the part of the 
undersigned.  
 
      The undersigned further agree that the proposal guaranty may be retained by the City of Bryan, 
Texas provided the under-signed is one of the three lowest and most advantageous bidders, and that said 
proposal guaranty shall remain with the City of Bryan until the contract has been made by the successful 
bidder; otherwise, proposal guaranty may be obtained from the City Purchasing Manager after forty-
eight hours from the time of opening the bids. 
 
      The undersigned certify that they are duly authorized to submit this Proposal and that this Proposal is 
made in good faith without collusion or connection with any other person, persons, partnership, 
company, firm, association or corporation offering bids on this work, and to do the work for the 
following bid item unit prices, their associated extended totals and sum of extended totals as listed on 
the following bid tabulation forms: 
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    Bid Proposal     
    South Parker Street Sewer Improvement    
    CITY JOB NO.  411-DS-0318    
        
ITEM APPROX. UNIT DESCRIPTION UNIT PRICE TOTAL PRICE BID

1 1  LS Mobilization and Project Overhead, 
complete in place     

2 1  LS 
Site Preparation and Restoration, including 
but not limited to: block sod all areas barred 
by construction, complet in place 

    

3 600  LF Remove and Dispose of Existing Sanitary 
Sewer Line     

4 2  EA Remove and Replace Standard Precast 
Manhole, complete in place     

5 1  EA Remove and Dispose of Existing Manhole, 
complete in place     

6 3  EA Install Standard Precast Manhole, complete 
in place      

7 154  LF 
Furnish and Install Sanitary Sewer Line, 8" 
PVC SDR-26 (ASTM D2241), in trench, 
non-structural complete in place 

    

8 9  LF 
Furnish and Install Sanitary Sewer Line, 8" 
PVC SDR-26 (ASTM D2241), in trench, 
structural complete in place 

    

9 334  LF 
Furnish and Install Sanitary Sewer Line, 8" 
PVC SDR-26 (ASTM D3034), in trench, 
structural complete in place 

    

10 154  LF 
Furnish and Install Sanitary Sewer Line, 8" 
PVC SDR-26 (ASTM D3034), in trench, 
non-structural complete in place 

    

11 651  LF Trench Safety, complete in place     

12 651  LF TV New Sanitary Sewer Line, complete in 
place     

13 14  SY Open Cut and Repair Asphalt Street Section     

14 5  SY Open Cut and Repair Concrete Street 
Section     

    TOTAL BASE BID     
    CONTINGENCY:  25% OF BASE BID     
    TOTAL  PRICE BID:     
      TOTAL WORKING DAYS:   30 



   

 

 
FELONY CONVICTION NOTIFICATION 

 
Any person and/or business entity that enters into a contract with the City of Bryan must give advance notice to the City if 
any employee or an owner or operator of the business entity has been convicted of a felony.  The notice must include a 
general description of the conduct resulting in the conviction of a felony.  The notice must also describe the role that the 
employee, owner, or operator will perform in executing the contract.  The City may require substitution of employees in the 
performance of the contract. 
The City may terminate a contract with a person or business entity if the City determines that the person or business entity 
failed to give notice as required by this clause, misrepresented the conduct resulting in the conviction, or failed to substitute 
personnel at City’s request. 
              
I, the undersigned agent for the firm named below, certify that the information concerning notification of felony convictions 
has been reviewed by me and the following information furnished is true to the best of my knowledge. 
 
Vendor’s Name: 
 
              
Authorized Company Official’s Name (Printed)     Date 
 
A. My firm is not owned or operated by anyone who has been convicted of a felony nor does it have any employees who 
have been convicted of a felony: 
 
Signature of Company Official: 
 
        
 
B. My firm has employee(s) or is owned or operated by the following individual(s) who has/have been convicted of a felony: 
              
    
              
 
Signature of Company Official: 
 
        
 
C. Provide a general description of the conduct resulting in the conviction of a felony. 
              
              
            
 
Signature of Company Official: 
 
        
 
D. Describe the role that the person(s) convicted of a felony will play in the performance of the contract. 
              
              
            
 
Signature of Company Official: 
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The undersigned hereby declares that he has visited the sites and has carefully examined the plans, 
specifications and contract documents relating to the work covered by his bid or bids, that he agrees to 
do the work, and that no representations made by the City are in any sense a warranty, but are mere 
estimates for the guidance of the Contractor. 
 
Upon receipt of notice of the acceptance of the bid, he will execute a formal contract within ten (10) 
days, and will deliver a Surety Bond in the amount of 100% of the total bid price for the faithful 
performance of this contract.  The bid security attached, without endorsement, in the sum of             
($                      ) Dollars, is to become the property of the City of Bryan in the event the contract and 
bond are not executed within the time above set forth, as liquidated damages for the delay and additional 
work caused thereby. 
 
TIME OF COMPLETION :  The undersigned agrees to complete the work within     30                        
working days from the date designated by a Notice to Proceed. 
 
The undersigned further declares that he will provide all necessary tools, and apparatus, do all the work, 
and furnish all materials, and do everything required to carry out the above mentioned work covered by 
this proposal, in strict accordance with the contract documents, and the requirements pertaining thereto, 
for the sum or sums above set forth.  Additionally, the undersigned affirms that the firm is willing to 
sign the City’s Standard Form of Contract as reflected in the specifications, if awarded the contract.  
 
Acknowledgement for Receipt of Addendums: 
 
Addendum Number ________  Initial _________  
 
Addendum Number ________  Initial _________  
 
Addendum Number ________  Initial _________  
 
 Respectfully submitted, 
 

(SEAL) 
 (if bidder is a corporation)     
 
 
BY:       
NOTE: Do not detach bid from other (Address) 

papers. Fill in with ink and submit 
 complete with attached papers.      
 (City, State, Zip) 
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STATEMENT OF BIDDER’S QUALIFICATIONS 
 
 
 

Bidders who have not had a contract with the City of Bryan within the last five years must furnish 
sufficient written evidence that single bona fide contract, in excess of two-thirds of the face amount of 
this bid, have been successfully and satisfactorily completed on work of a similar nature. This evidence 
shall be furnished on the form that follows.  The contractor must show job locations, type of projects, 
contract amounts, and dates completed.  This information must also be furnished for any proposed 
subcontractors.  Failure to submit this evidence shall be just cause for disqualification of the bid.  The 
successful bidder, at the discretion of the City Council, may be required to furnish a complete financial 
statement prepared and certified to by a Certified Public Accountant. 
 
 
 



   

 

STATEMENT OF BIDDER’S QUALIFICATIONS  (Continued) 
Name of Company:   
Years in Business:   
A. REFERENCES:  List projects on which a similar type of work was performed within the past five 

years. 
1.   

Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   

 
2.   

Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   

 
3.   

Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   



   

 

4.   
Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   

 
5.   

Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   

 
6.   

Project 
Name: 

   
Completed Cost: 

  

       

Describe 
work: 
 
 
Owner: 

    
 
 
 
Date Completed: 

  

Contact     Phone    
Person:    Number:   

 



   

 

 
STATEMENT OF BIDDER’S QUALIFICATIONS 

(Continued) 
 
 
B. Superintendent (field) & Project Manager (office) proposed for the project, years of experience in 

their position, and list of projects, which they managed. 
 

 
Projects that were managed by Superintendent: 

 
Superintendent’s  Number of Years  
Name:  Experience:  
 
Projects  
Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  
     
 
 
 
Projects that were managed by Project Manager: 
 
Project Manger’s  Number of Years  
Name:  Experience:  
 

Projects 
Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  

Project Name:   City/State:  
     
 
 
 
 
 
 
 
 



   

 

 
 
 
 
 
 
 
 
 

SPECIAL PROVISIONS 
 

SOUTH PARKER STREET SEWER IMPROVEMENTS 
 

City Job No.: 411-DS-0318 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



   

 

SPECIAL PROVISIONS-TABLE OF CONTENTS 
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 SP 14.  Street, Driveway and Pavement Crossings, Etc.  
 SP 15.  Restoration of Existing Site Improvements  
 SP 16.  As-Built Drawings  
 
  



   

 

SP 1.  GENERAL: 
 
The Bidders are expected to familiarize themselves thoroughly with the requirements contained in the 
General Provisions, Special Provisions, Project Data, Technical Specifications, Texas Department of 
Transportation (TxDOT) 2004 Standard Specifications, and the current TxDOT Material Specifications. 
The provisions contained herein shall govern in case of conflict with any item in the Technical 
Specifications.  All references to the American Standard of Testing Materials (ASTM) and other 
organizations shall be interpreted to mean the latest published edition as of the date proposals are opened 
for this project, unless specifically referenced by date or version. 
 
Two trench failure accidents in the last 5 years or one death caused by a trench failure accident in the 
last 5 years will constitute grounds for disqualification of a bidder.  This is not automatic however.  The 
City will review corrective action taken and preventative measures employed by firms that exceed the 
foregoing criteria. 
 
The Contractor shall comply with the TCEQ Construction General Permit No. TXR 150000. 
 
The Bidder will accomplish the entire contract with his own forces unless City of Bryan is notified, prior 
to bid opening, and has approved any planned work by authorized subcontractors.  Bidders shall identify 
the names of subcontractors they intend to employ and the approximate percent work to be performed by 
each subcontractor.  This information shall be furnished with bids.   
 
SP 2.  TECHNICAL SPECIFICATIONS AND DETAILS: 
 
The 2005 City of Bryan Standard Technical Specifications and Details are not included in this Contract 
document but are a part of these specifications.  A set of the 2005 City of Bryan Technical 
Specifications and Details must be on site at all times and will be utilized for the construction of this 
project.  Project Specific Technical Specifications are included with this Contract Document and will 
govern over the City’s Standard Specifications when a conflict arises. 
 
SP 3.  STANDARD SPECIFICATIONS: 
 
Reference to standard specifications of Texas State Department of Highways, American Society for 
Testing Materials (ASTM), and other organizations shall be interpreted to mean the latest published 
edition as of the date proposals are opened for this project. 
 
SP 4. WORK PLAN: 
 
The Contractor shall be required to attend construction progress meetings as scheduled by the City’s 
Project Manager throughout the construction of this project. The City’s Project Manager may require 
such meetings as often as necessary to facilitate communication and coordination between the Owner 
and the Contractor.  
 
Before beginning construction and at each Progress Meeting, the Contractor shall submit to the City’s 
Project Manager a detailed construction and sequence schedule for review. The work plan shall be kept 
updated and detailed enough that the City’s Project Manager can determine potential effects on traffic, 
construction signing and overall project schedule.  

 



   

 

SP 5.  CONTINGENCY: 
 

The amount specified as “Contingency” shall be used for any authorized changes.  Changes shall be 
authorized in writing by the City’s Project Manager prior to work being performed. 
 
SP 6.  SUBMITTALS: 
 
The Contractor shall submit to the City’s Project Manager for review, and approval, the following items 
prior to the work order being issued: 
 

• Work Plan indicating sequence and schedule 
• Material Storage Location 
• Subcontractors to be used if applicable 
• Cement Stabilized Sand Mix Design 
• Pipe material, fittings, manholes, etc. 
• Fill Material – Atterberg Limits / Moisture-Density Relationship 
• Sod Material 
• Cement and Asphalt Mix Design 

 
SP 7.  MOBILIZATION AND PROJECT OVERHEAD: 
 
The bid item “Mobilization and Project Overhead” shall include and not be limited to the following: cost 
to mobilize and demobilize equipment to the project site, sediment control, construction staking, the cost 
of bonds and insurance, and all other incidental costs associated with the project. Payment will be made 
on the following schedule: 25% - first month of work, 50% - upon 50% of project completion, 25% - 
upon final acceptance. 
 
SP 8.  TREE AND PLANT PROTECTION: 
 
The Contractor’s attention is brought to the two trees along Sims Ave.  All care shall be taken to avoid 
any damage to said trees.  In the event that the trees must be removed, notify the City’s Project Manager 
prior to starting construction.  
 
The Contractor is to minimize construction activities within the drip line of all trees.   
 
Trees larger than 12” in diameter contained within the limits of construction shall not be disturbed 
without prior approval.  The removal of trees may be approved by the City’s Project Manager or his 
representative.   
 
All conflicting tree roots shall be neatly saw-cut. 
 
For trees not in direct conflict with the sanitary sewer construction:  

 
The contractor shall not permit vehicle traffic or parking, construction equipment or 
activities to occur within the drip line of existing trees.  
 
No construction equipment or activities shall be allowed beyond the limits of the sidewalk 
when under tree drip lines. 
 
Construction equipment shall be limited to small rubber tired equipment when under tree 



   

 

drip lines.   
 
Any overhanging tree limbs shall be trimmed back to the nearest junction so as to not 
damage the tree with the equipment.   
 
The Contractor shall insure that tree trunks & bark are protected from gouging, scarring, or 
removal. 
 

This item shall be considered subsidiary to “Mobilization and Project Overhead” bid item. 
 
SP 9.  DAMAGE TO EXISTING STRUCTURES: 
 
Damage caused to any sidewalk, street, curb and gutter, drainage structure, fence, or other such 
structure, which is not specifically designated to be disturbed shall be restored to equal or better 
condition at Contractor’s expense following City of Bryan Technical Specifications and Details if the 
structure is damaged.  The Contractor shall be responsible for notifying all other utilities that might be in 
the area prior to beginning work. 
 
SP 10.  UNDERGROUND UTILITY LINES: 
 
The Contractor shall exercise caution while working at locations where proposed construction crosses or 
comes into proximity with an underground telephone cable, gas line, water line, sewer line, or any other 
utility line. 
 
It shall be the Contractor’s responsibility to obtain exact locations of all underground utility lines and 
appurtenances where possibility of a conflict exists.  Any damage to utilities or appurtenances within 
and outside the limits of construction shall be repaired at the Contractor’s expense. 
 
It is the Contractor’s responsibility to notify and coordinate any repair or installation of utilities that may 
be required prior to construction of this project, including utilities owned by the City, with the 
appropriate utility owner.  If it is necessary to require the assistance of any City of Bryan Department 
(i.e. Water Services, Transportation, etc.), a written request must be submitted to the City’s Project 
Manager 3 full working days in advance.  Depending on the type of request, a work order may need to 
be issued in advance.  This includes but is not limited to water tie-ins, location of valves or other public 
utilities, etc. 
 
Underground telephone and cable may exist in the area.  Take extreme caution to prevent damage to 
these existing underground facilities.  These facilities may conflict with construction activities. 
 
Contact John Arnold or Anthony Vitanza at Verizon (979-821-4536) at least 2 full working days prior to 
start of construction. 
 
Contact Mike Lavendar at Cox Communications (979-846-2229) at least 2 full working days prior to 
start of construction. 
 
Existing underground gas lines may exist in the construction area.  These facilities may conflict with 
construction activities.  Coordinate with TXU Gas, contact Kimberly Winn (979-774-2506) 
 
SP 11.  OVERHEAD ELECTRIC: 
 
Existing power poles, guy wires, and overhead electric lines may exist in the construction area.  These 



   

 

facilities may conflict with construction activities.  Coordinate with BTU for supporting of the existing 
power poles, relocation of any guy wires and overhead lines.  Contractor is to insure and maintain the 
integrity of the existing power poles and lines during construction.   
Contact Charles Ottaway at BTU –979-821-5786 or Mark Telg – 979-821-5793. 
 
SP 12.  EROSION CONTROL: 
 
The contractor shall be responsible for providing erosion control measures during all phases of 
construction.  The Contractor shall place silt fencing and inlet protection devices at locations to support 
compliance with TPDES regulations.  The contractor shall place plastic, wood, or another barrier 
between spoils and paved areas to prevent the spoils from embedding into the pavement.  The contractor 
is responsible for maintaining appropriate SWPPP documentation on site at all times in compliance with 
TPDES regulations. 
 
SP 13.  EXCAVATION AND BACKFILLING: 
 
All excavated material not used as required shall be disposed of by the Contractor.  If excavated material 
is placed on private property, it shall be the Contractor's responsibility to provide the City’s Project 
Manager with a written statement stating that the property owner requested the material and is satisfied 
with the condition in which the property was left.  Material is not to be placed in floodplain without the 
necessary permits. 
 
Following backfill operations, the areas bared by construction shall be block sodded and watered to 
ensure vegetation coverage.  Erosion control measures shall be provided to avoid siltation of any 
existing ravines or public right-of-ways. 
 
SP 14.  STREET, DRIVEWAY AND PAVEMENT CROSSINGS: 
 
If damaged by construction activities occurring under this Contract, all streets, driveways and other 
paved areas shall be restored to equal or better condition existing prior to start of construction. 
 
Streets shall remain open to traffic and left in passable condition at the end of each day.  Two way traffic 
must be maintained. 
 
SP 15.  RESTORATION OF EXISTING SITE IMPROVEMENTS:   
 
Contractor shall be responsible for the restoration of the site and adjacent areas on public rights-of-way 
and easements and on private property affected by construction operations.  Restoration of items 
including but not limited to pavement, curb, gutter, esplanades, sidewalks, driveways, fences, lawns and 
landscaping shall be required  
 
Remove the minimum pavement, curb and-gutter, and other structures as required to perform the Work.  
Remove concrete and asphaltic concrete material using sawed joints. 
 
Remove or relocate existing fencing, if required, for construction operations. Maintain the integrity of 
the private property owner's fencing. Notify the property owner three full working days in advance 
before removing fencing and coordinate security needs.  
 
Replace pavement, curb and gutter, sidewalks, and driveways removed or damaged as the result of 
construction operations.  
 



   

 

Clean up construction debris and level the area with bank sand so that the resulting surface of the new 
vegetation matches the level of the existing vegetation and maintains pre-construction drainage patterns. 
Level minor ruts or depressions caused by construction operations where grass is still viable by filling 
with bank sand.  
 
Restore grassed areas disturbed or damaged by construction.  All areas bared by construction shall be 
block sodded with the same type of grass that existed prior to construction. 
 
Contractor shall be responsible for re-establishment of grassed areas and guarantee all planted material 
growth and coverage for a period of 6 months after installation.  Contractor is responsible for watering, 
maintenance for a period of 90 days.  Growth and coverage shall be defined as 95% of the planted area 
with uniform coverage of grass greater than 1” in height with no bare spots greater than 2 square feet.   
 
Remove debris and trash resulting from day to day construction activities at the end of each working day 
to maintain a clean and orderly site.  
 
SP 16.  AS-BUILT DRAWINGS: 
 
The Contractor shall furnish to the City one set of clean, red-lined As-Built prints showing top of 
manhole and flow line elevations, depth of bury for all utility lines, any deviations from contract 
drawings, etc. prior to final acceptance of the project.  These shall be sealed and produced by a 
Registered Surveyor.  The cost for providing “As-Builts” for this project will be subsidiary to the 
various bid items.   
 
At contract closeout, deliver As-Built documents to the City’s Project Manager.  Final retainage will not 
be released until the documents have been delivered and all changes have been included. 
 
 



   

 

 
 
 
 
 
 
 
 
 
 

TECHNICAL SPECIFICATIONS 
 

South Parker Street Sewer Improvements 
 

City Job No.: 411-DS-0318 
 
 

Specification No. 135 Cement Stabilized Sand Backfill 

Specification No. 170 Polyvinyl Chloride Pipe and Fittings 

Specification No. 440 Manholes 

Specification No. 490 Testing for Sanitary Sewage Gravity System 



   

 

 
B/CS UNIFIED 

SPECIFICATION NO. 135 
 

CEMENT STABILIZED SAND BACKFILL 
 
 
135.01  DESCRIPTION 
 

At the discretion of the Engineer, Cement Stabilized Sand meeting the following specification may be 
allowed as trench backfill. 

 
135.02  MATERIALS 

 
1. Cement:  Type I Portland Cement conforming to ASTM C150. 

2. Sand:  Clean durable sand meeting grading requirements for fine aggregates of ASTM C33, and the 
following requirements: 

a) Classified as SW, SP, or SM by the United Soil Classification System of ASTM D2487. 
b) Deleterious materials: 

i) Clay lumps, ASTM C142; less than 0.5 percent. 
ii) Lightweight pieces, ASTM C123; less than 5.0 percent. 
iii) Organic impurities, ASTM C40; color no darker than standard color. 
iv) Plasticity index of 4 or less when tested in accordance with ASTM D4318. 

3. Water:  Potable water, free of oils, acids, alkalies, organic matter, or other deleterious substances, 
meeting requirements of ASTM C94. 

 
135.03 SUBMITTALS 
 
 Mix Design  
 
135.04 CONSTRUCTION METHODS 
 

1. Design Requirements 

Design sand-cement mixture to produce a minimum unconfined compressive strength of 50 pounds 
per square inch in 48 hours and 100 pounds per square inch in 7 days when compacted to 95% in 
accordance to ASTM D558 and when cured in accordance with ASTM D1632, and tested in 
accordance with ASTM D1633. Mix for general use shall contain a minimum of 1-½ sacks of cement 
per cubic yard.  Mix for use as sanitary sewer embedment within 9 feet of waterlines shall contain 2 
sacks of cement per cubic yard.  Compact mix with moisture content between 0% to 2% above 
optimum. 

 
The maximum compressive strength in 7 days shall be 400 psi.  Backfill that exceeds the 
maximum compressive strength shall be removed by the contractor. 
 

2. Mixing 

a) Thoroughly mix sand, cement, and water in proportions specified by the Design Requirements 
using a pugmill-type mixer.  The plant shall be equipped with automatic weight controls to ensure 
correct mix proportions. 

b) Stamp batch ticket at plant with time of loading directly after mixing.  Material not placed and 
compacted within 4 hours after mixing shall be rejected. 

3. Placement 



   

 

a) Place sand-cement mixture in 8-inch-thick lifts and compact to 95% of ASTM D558 unless other 
specified by the engineer.  The moisture content during compaction shall be between 0% to 2% 
above optimum.  Perform and complete compaction of sand-cement mixture within 4 hours after 
addition of water at plant. 

b) Do not place or compact sand-cement mixture in standing or free water. 

 
135.05 TESTING REQUIREMENTS 
 

1. Mixing plant inspections may be performed periodically.  Material samples shall be collected and 
tested for change in material characteristics. 

2. Random samples of delivered product will be taken in the field at point of delivery for each day of 
placement in the work area.  Specimens will be prepared in accordance with ASTM D1632 and tested 
for compressive strength in accordance with ASTM D1633. 

3. The cement content may be tested at the discretion of the City. 
  

135.06 MEASUREMENT  
 

Cement-stabilized sand shall be considered a part of the backfill requirement for the unit installed and 
shall be considered subsidiary to the length of the unit bid.  If the cement stabilized sand is indicated to be 
a separate construction item for bulk backfill then the cement stabilized sand shall be measured per cubic 
yard as indicated on the plans. 

 



   

 

B/CS UNIFIED 
SPECIFICATION NO. 170 

 
POLYVINYLCHLORIDE PIPE AND FITTINGS 

 
(Sentences and/or paragraphs that are double underlined indicate revisions that were made from the 
2005 specification.) 

 
170.01  DESCRIPTION 
 

The work specified under this section includes the manufacture, construction and installation of 
Polyvinylchloride (PVC) pipe and fittings for Water Lines and for Gravity and Pressure Sanitary Sewers. 

 
170.02  MATERIALS 

 
The publications listed below form a part of this Specification to the extent referenced.  The publications 
are referred to in the text by basic designation only.  
 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 
ASTM D1784  Standard Specification for Rigid Poly (Vinyl Chloride) (PVC) 

Compounds and Chlorinated Poly (Vinyl Chloride) (CPVC) Compounds 
(Latest Edition) 

 
ASTM F477  Standard Specification for Elastomeric Seals (Gaskets) for Joining Plastic Pipe 

(Latest Edition) 
 
ASTM F 1483  Standard Specification for Oriented Poly (Vinyl Chloride), (PVCO) Pressure 

Pipe (Latest Edition) 
 
ASTM C33  Standard Specification for Concrete Aggregates 
 
ASTM C150  Standard Specification for Portland Cement 
 
ASTM D1598 Standard Test Method for Time-to-Failure of Plastic Pipe Under Constant 

Internal Pressure 
 
ASTM D1599 Standard Test Method for Resistance to Short-Time Hydraulic Failure Pressure 

of Plastic Pipe, Tubing, and Fittings 
 
ASTM D2122 Standard Test Method for Determining Dimensions of Thermoplastic Pipe and 

Fittings  
 
ASTM D2152 Standard Test Method for Adequacy of Fusion of Extruded Poly (Vinyl Chloride) 

(PVC) Pipe and Molded Fittings by Acetone Immersion 
  
ASTM D2241 Standard Specification for Poly (Vinyl Chloride) (PVC) Pressure-Rated Pipe 

(SDR Series)  
 
ASTM D2564 Standard Specification for Solvent Cements for Poly (Vinyl Chloride) (PVC) 

Plastic Piping Systems 
ASTM F679 Standard Specification for Poly(Vinyl Chloride) (PVC) Large-Diameter Plastic 

Gravity Sewer Pipe and Fittings 
 
ASTM D2672 Standard Specification for Joints for IPS PVC Pipe Using Solvent Cement  



   

 

 
ASTM D3034 Standard Specification for Type PSM Poly (Vinyl Chloride) (PVC) Sewer Pipe 

and Fittings 
 
ASTM D3212 Standard Specification for Joints for Drain and Sewer Plastic Pipes Using 

Flexible Elastomeric Seals 
 

ASTM D3139 Standard Specification for Joints for Plastic Pressure Pipes Using Flexible 
Elastomeric Seals 

 
AMERICAN WATER WORKS ASSOCIATION (AWWA) 

 
AWWA C900  Polyvinyl Chloride (PVC) Pressure Pipe, 4-Inch Through 12- Inch for Water 

Distribution (Latest Edition) 
 
AWWA C909  Molecularly Oriented Polyvinyl Chloride (PVCO) Pressure Pipe. 4-Inch Through 

12-Inch for Water Distribution (Latest Edition) 
 
AWWA C104  ANSI Standard for Cement-Mortar Lining for Ductile Iron Pipe and Fittings for 

Water 
 
AWWA C105  ANSI Standard for Polyethylene Encasement for Ductile-Iron Pipe Systems 
 
AWWA C111 ANSI Standard for Rubber-Gasket Joints for Ductile-Iron Pressure Pipe and 

Fittings 
 
AWWA C116 Protective Fusion Bonded Epoxy Coatings for the Interior and Exterior Surfaces 

of Ductile-Iron and Gray-Iron Fittings for Water Supply Service 
 
AWWA C153 Ductile Iron Compact Fittings, 3 in. through 24 in. and 54 in. through 64 in. for 

Water Service 
 
AWWA C905 Polyvinyl Chloride (PVC) Pressure Pipe and Fabricated Fittings, 14 In.-48 In. 

 

170.02.1  WATER LINES 
 

1. PIPE 

a.  Blue or white colored Polyvinyl chloride (PVC) pressure pipe, six inch (6”)  through 
twelve inch (12”) , shall conform to the current AWWA – C900 or C909 standard, be UL 
listed, be approved by the Texas State Board of Insurance and the National Sanitation 
Foundation.  C900 will only be accepted as an equal if a letter from the supplier is 
submitted stating that the C909 pipe cannot be obtained.  PVC pipe wall thickness shall 
be based on a working pressure rating of 125 psi at 100° F (DR-14, Class 200 for C900 or 
Class 200 for C909.).  The outside diameter shall be identical to ductile-iron pipe (CIOD 
Standard, Table 2, AWWA – C900).  All pipe shall be new and have the AWWA 
designation, pressure class, DR pressure rating and size of pipe stamped on the outside of 
each joint (follow requirements of C900 2.5.2 Markings). All piping shall be new.  Partial 
pieces from other projects shall not be approved for installation. Metal detector tape shall 
be installed above all PVC pipe at an elevation of 2 feet below natural ground.  All pipe 
shall have 14 gauge insulated copper tracer wire installed directly on top of pipe as 
outlined in B/CS Unified Specification 175-Conductive Tracer Wire for Non-Metallic 
Pipe Installation. 

b. Blue or white colored PVC 3” pipe shall be SDR 21, ASTM D2241. 



   

 

c. PVC Pressure Pipe shall be designed and tested in accordance with ASTM D1598, 
D1599, and D2152. 

d.  Fittings for PVC water pipe shall be ductile-iron, and shall conform to AWWA C153, 
unless otherwise specified.   

Fitting joints shall be mechanical joints.  Bolts and nuts for mechanical joints, or flanged 
ends will be of a high strength corrosion resistant low-alloy steel and shall conform to 
AWWA C111.  Flange bolts and nuts for above ground installation shall conform to 
Appendix A of AWWA C115.  Flange bolts and nuts for below ground installation shall 
be 316 stainless steel.  All fittings shall be epoxy coated and lined unless stainless steel is 
used. 

Where joints are to be restrained, use mega-lug type fitting for pipe six (6”) inches in size 
and larger.  Mega-lug type mechanical restraints with less than 6 contact points will not 
be allowed for six (6”) inch pipe sizes and larger.  Three (3”) inch lines shall be 
restrained by mid-co restraint or pre-approved equal. 

Polyethylene wrap or encasement of metal fittings shall conform to AWWA C105.  Joint 
tape shall be self sticking PVC or 8-mil-thick polyethylene. 

e.  Joints 

PVC water pipe shall be furnished with an elastomeric gasket at each joint and an integral 
thickened bell as part of each joint.  Pipe and fittings must be assembled with a non-toxic 
lubricant.  Provisions must be made at each joint for expansion and contraction.  Refer to 
ASTM F477, D3139 and D3212. 

 
170.02.2  GRAVITY SANITARY SEWER 

 
1.  PIPE 
 

Flexible pipe and fittings shall be unplasticized polyvinyl chloride gravity sewer pipe shall be 
green in color, made from clean, virgin, NSF approved Class 12454-B PVC conforming to 
ASTM D1784.  All pipe shall be new and have the ASTM designation, SDR, pressure rating 
and size stamped on the outside of each joint.  All markings shall follow requirements of 
ASTM D3034. 

 
Polyvinyl chloride (PVC) gravity pipe and fittings in sizes six inch (6") through twelve inch 
(12") shall conform to ASTM D3034 and be UL listed and approved by the National 
Sanitation Foundation.  Pipe and fittings shall be SDR-26.  Eighteen inch (18") pipe and 
fittings shall be SDR-26 and conform to ASTM F-679, be UL listed and approved by the 
National Sanitation Foundation. 
 

170.02.3  SEWER FORCE MAIN AND PRESSURE PIPE 
 

1. PIPE 
 

a. Polyvinyl chloride (PVC) pressure pipe, three (3) inch through eight (8) inch, shall 
conform to the current ASTM D2241, AWWA – C900, or AWWA C909 standard, be UL 
listed, be approved by the Texas State Board of Insurance and the National Sanitation 
Foundation.  PVC pipe pressure class shall be equal to or greater than twice the 
maximum calculated pressure of the force main. 

 
b. Polyvinyl chloride (PVC) pressure pipe shall be SDR-21 Class 200 and conform to the 

ASTM D2241 standard, be UL listed and approved by the National Sanitation 
Foundation.  The outside diameter shall be identical to steel pipe. 



   

 

c. PVC Pressure Pipe shall be designed and tested in accordance with ASTM D1598, 
D1599, and D2152. 

d. Fittings for PVC pressure pipe shall be ductile-iron, and shall conform to AWWA C153, 
unless otherwise specified.  Fitting joints shall be mechanical joints.  Bolts and nuts for 
mechanical joints, or flanged ends will be of a high strength corrosion resistant low-alloy 
steel and shall conform to AWWA C111.  Flange bolts and nuts for above ground 
installation shall conform to Appendix A of AWWA C115.  Flange bolts and nuts for 
below ground installation shall be 316 stainless steel.  All fittings shall be epoxy coated 
and lined unless stainless steel is used. Polyethylene wrap or encasement of metal fittings 
shall conform to AWWA C105.  Joint tape shall be self sticking PVC or 10-mil-thick 
polyethylene. 

Where joints are to be restrained, use mega-lug type fitting. 

e. Joints:  PVC water pipe shall be furnished with an elastomeric gasket at each joint and an 
integral thickened bell as part of each joint.  Pipe and fittings must be assembled with a 
non-toxic lubricant.  Provisions must be made at each joint for expansion and contraction.  
Refer to ASTM F477, D3139 and D3212. 

 
170.03 SUBMITTALS   
 

A. Submit manufacturer’s data on pipe furnished, indicating compliance with the specifications 
regarding dimensions, thickness, weights, and materials. 

 
B. Submit manufacturer’s “Certificate of Compliance,” stating that the materials furnished comply with 

this specification. 
 
170.04 CONSTRUCTION METHODS 

Inspection, Storage and Handling 
 
A. UNLOADING - COLD WEATHER HANDLING 

 
As the temperature approaches and drops below freezing extra care should be used in handling during 
cold weather.  Pipe at the bottom of a stack may become out-of-round due to the weight of material 
above it.  Allow the pipe to recover to full initial roundness before installation.  Pipe may be unloaded 
by hand, either by passing over the side or off the truck end.  Sliding one length on another is 
permissible in unloading pipe, but lengths in the bottom layer shall be lifted off of the rough surface 
of the truck body to avoid abrasion.  Compact shipping units (palletized bundles in a wood frame) 
may be unloaded by conventional fork lifts. 

 

B. STOCKPILES 
 

Store pipe on a flat surface so as to support the barrel evenly with bell ends overhanging.  Store 
random lengths separately where they will be readily available.  Individual lengths of pipe should be 
stacked in piles no higher than 5 feet.  Pipe shall be protected during long exposures (over 3 months) 
to sunlight.  Do not use clear plastic sheets.  Provide for air circulation under sheet. 

 

C. STORING RUBBER RINGS 
 

Store all rubber rings at a central point and distribute them as needed.  Keep them clean, away from 
oil, grease, excessive heat and electric motors which produce ozone.  If rubber rings are not to be used 
immediately, store them in their cartons, as shipped, in a cool dark place out of the direct rays of the 
sun. 



   

 

 

D. TRENCH WIDTH 
 

See Standard Details. 

 
E. JOINT ASSEMBLY 

 
1. Push-on joints shall be assembled as follows: 

 
a. Thoroughly clean the groove and bell and insert the gasket, making sure that it faces the 

proper direction and that it is correctly seated. 

b. Dirt or foreign material shall be cleaned from the spigot end to a point one inch (1") beyond 
the reference mark.  A joint lubricant shall be used and applicable recommendations of the 
manufacturer shall be followed. 

c. Be sure that the spigot end is beveled, as square or sharp edges may damage or dislodge the 
gasket and cause a leak.  Push the spigot end into the bell of the pipe while keeping the joint 
straight.  Brace the bell while the beveled end is pushed under the ring, so that previously 
completed joints in the line will not be closed up.  Make deflection after the joint is 
assembled. 

d. Push the spigot end in until the reference mark on the spigot end is flush with the end of the 
bell.  If excessive resistance to insertion of the beveled end is encountered or the reference 
mark does not reach the flush position, disassemble the joint, and check the position of the 
ring.  If it is twisted or pushed out of its seat, clean the ring, bell and beveled end and repeat 
assembly.  Be sure both lengths are in proper alignment.  If the ring was not out of position, 
measure the distance between the reference mark and beveled end, and check it against 
correct values from the manufacturer.  Relocate the reference mark if it is out of position. 

e. Small pipe can be pushed into the bell end with a long bar.  Large pipe requires additional 
power, such as a jack, lever puller, or backhoe.  A timber header should be used between the 
pipe and jack or backhoe bucket to avoid damage to the pipe. 

f. At times when pipe laying is not in progress, the open ends of pipe shall be closed by 
watertight plug, or other means pre-approved by the Engineer.  The plug shall remain in place 
until the trench is pumped completely dry. Care must be taken to prevent pipe flotation 
should the trench fill with water 

 
2. Mechanical joints shall be assembled as follows: 

 
a. Wipe clean the bell and spigot end.  The spigot end, bell, and gasket should be washed with a 

soap solution to improve gasket seating. 

b. Place the gland on the spigot end with the lip extension toward the spigot end, followed by 
the gasket with the narrow edge of the gasket toward the spigot end of the pipe. 

c. Insert the pipe into the bell and press the gasket firmly and evenly into the gasket recess.  
Keep the joint straight during assembly.  Make deflection after joint assembly but before 
tightening the bolts. 

d. Push the gland toward the bell and center it around the pipe with the gland lip against the 
gasket. 

e. Align bolt holes and insert bolts, with bolt heads behind the bell flange, and tighten opposite 
nuts to keep the gland square with the bell. 

f. Tighten the nuts in accordance with manufacturer’s recommendations. 
 



   

 

3. When it is necessary to deflect pipe from a straight line in either the vertical or horizontal plane, 
or where long radius curves are permitted, the amount of deflection shall not exceed that shown 
in Table 1.  Pipes greater than twelve-inches (12”) in diameter shall not be deflected.  

 
TABLE 1 

Maximum Deflection Full Length Pipe 
Push-on Type Joint 

Pipe Diameter 
in. 

Deflection Angle 
Deg. 

Minimum Radius of Curve 
ft. * 

6 2.5 230 

8 1.9 300 

12 1.3 450 

 
* All curvature results from the bending of pipe lengths. There is no deflection at the 

joint. 
 

4. Cutting and Beveling 
 

a. A square cut is essential to insure proper assembly.  Use either a tubing cutter or a miter box 
and carpenter's fine-toothed hand saw or hacksaw.  (Do not use standard pipe cutters.  The 
cutting wheel will crush or damage the pipe.) 

b. Use a factory-finished beveled end as a guide to determine the angle and length of taper.  The 
end may be beveled using a Pilot beveling tool which will cut the correct taper automatically 
or a thin steel, "cheese-grater" type of hand tool, Stanley "Sureform" No. 399. 

c. With a pencil or crayon, locate the reference mark at the proper distance from the bevel end 
as indicated by the manufacturer. 

 
F. POLYETHYLENE TUBE PROTECTION 

 
All cast iron and ductile iron fittings shall be provided with 8 mil polyethylene tube protection.  
Completely cover all fittings and connections with polyethylene film held securely in place with joint 
tape or strapping according to the provisions of AWWA C105. 

G. EMBEDMENT 
 

Install embedment as shown on the Plans and in accordance with Specification No. 130.  

 H. TAPPING WATER LINES 
 
Where a tap occurs within a deflected section of pipe, utilize a fitting (ie: 8” x 1” tapped tee) in lieu of 
tapping the pipe.  
 
The tapping sleeve specified will be the Smith-Blair 662 or the Ford FTSS Stainless Steel Tapping 
Sleeve with Epoxy Coated Flange for pipe sizes 6"-24". 

I. GRAVITY SANITARY SEWER DEFLECTION TEST 
 

The sewer line shall be tested for deflection in accordance with SPECIFICATION NO. 490 
TESTING FOR SANITARY SEWAGE GRAVITY SYSTEM. 

 



   

 

170.05  TESTING REQUIREMENTS   
 

See:  Specification No. 490, “Testing of Gravity Sewer Systems” 
Specification No. 690, “Hydrostatic Testing” (Used for Waterlines & Sanitary Sewer Force 
Mains) 

 Specification No. 695, “Disinfection of Waterlines” 
   
170.06 MEASUREMENT  

 
Payment shall be made at the price bid per unit length per the specification TECHNICAL 
SPECIFICATION NO. 600 WATER MAIN CONSTRUCTION or TECHNICAL 
SPECIFICATION NO. 400 SANITARY SEWAGE SYSTEM. 



   

 

B/CS UNIFIED 
SPECIFICATION NO. 440 

 
MANHOLES 

 
(Sentences and/or paragraphs that are double underlined indicate revisions that were made from the 2005 
specification.) 

 
440.1  DESCRIPTION 
 

This item shall govern the manufacture, construction, and installation of sanitary sewer manholes.  All 
manholes shall conform to TCEQ requirements.  Submittal and approval shall be required for all pre-cast 
design. 

 
440.02  MATERIALS 
 

Concrete 

Refer to Specification 150 
 

Manhole Rings and Covers 

The standard rings and covers (V-1432-3) and the water-tight ring and cover (V-2432-3) shall be 
manufactured by East Jordan Iron Works (or pre-approved equal.)  The manhole shall bear the 
appropriate model number, the logo of City and the words “Sanitary Sewer”.   The cover shall have 
pick lugs cast into the surface.  All manhole ring and covers shall have a 32” diameter. 
 

Grade Rings 

Grade rings shall be precast reinforced concrete.  Minimum thickness shall be 2 inches by 8 inches 
wide by 30 inches inside diameter. 
 

Precast Reinforced Manhole Sections 

Precast manhole sections conform to the current ASTM C478 standard.  Joints shall be O-ring 
gasketed.  Thickness for manhole risers shall be as listed under wall “B” in the “Class Tables” of 
ASTM C76, Reinforced Concrete Pipe. 
 

Pre-cast Manhole Bases 

Pre-cast manhole bases will conform to all TCEQ requirements and City Specifications for invert 
depths, reinforcement, base thickness and manhole depth for pipe size. 

 
Drops 

Drops shall be constructed of either ductile iron as specified in Specification No. 180, “DUCTILE 
IRON PIPE or PVC pipe as specified in Specification No. 170 “POLYVINLYLCHLORIDE PIPE 
AND FITTINGS”.  Cement stabilized sand should be used for all backfill. 

440.03  SUBMITTALS 
 

A. Submit manufacturer’s data on materials furnished indicating compliance with the specifications 
regarding dimensions, thickness, weights, and materials. 

 

B. Submit manufacturer’s “Certificate of Compliance” stating that the materials furnished comply with 
this specification. 



   

 

440.04  CONSTRUCTION METHODS 

440.04.01  MANHOLE BASES 
 

1. Construct manhole bases in the configuration shown on the Plans.  Minimum thickness below 
the flowline of sewer shall be 8 inches or as shown on the details. 

2. Insure that bases are constructed or installed on firm ground and that ground water is 
controlled.  Install appropriate material for a minimum of 4” to stabilize bottom if directed to 
do so by the Engineer. 

3. The invert of manholes shall be formed in such a fashion that they are smooth and will not 
obstruct flow of sewage.  Provide flow channels in the manhole base equivalent to the top of 
the pipe by forming the concrete base and trowelling it to a smooth, even finish with a steel 
trowel.  Slope the manhole bench from the wall line to edge of flow channel and trowel it 
smooth on a grade of 1 inch per foot with a liberal radius applied at flow channel intercepts. 

 
440.04.02  PRECAST MANHOLES 

 
1.   Precast Manhole bases shall be placed on a 6” minimum depth layer of cushion sand, gravel 

or pre-approved material. 

2.  Cast bottom section of precast manhole riser ring in manhole base as shown on the Plans.  
Place “Synko-Flex” waterstop (or pre-approved equal) per manufacturer’s recommendations 
prior to setting precast starter ring. 

The base shall have a minimum diameter 12 inches greater than the outside diameter of the 
manhole, and a minimum thickness including the area under the pipe as follows: 

  0’ to 8’ manhole         – 6” 
  greater than 8’        – 12”  

All invert channels shall be smooth and accurately shaped to a semi-circular bottom 
conforming to the outside of the adjacent sewer section.  Inverts shall be formed directly in 
the concrete of the manhole base or may be constructed by laying full section sewer pipe 
straight through the manhole and cutting out the top half after the base is constructed.  
Changes in the direction of the sewer and entering branches shall have a true curve of as large 
a radius as the size of the manhole will permit.  Where the largest pipe at a manhole is less 
than 12”, the channel depth shall be one half of the largest pipe diameter.  When the largest 
pipe at the manhole is between 12 and 24 inches (inclusive,) the channel depth shall be three 
fourths of the largest pipe diameter.  When the largest pipe at a manhole is greater than 24”, 
the channel depth shall match the largest pipe.  In all cases, the edges of the pipe along the 
invert and at the walls of the manhole shall be plastered and brush-finished.  Plaster shall be 
non-shrink or hydraulic grout. 

Where inlet leads, main or lateral pipe sewers enter manholes, pipes shall be cut off flush 
with inside of manhole any irregularities shall be grouted up with non-shrink grout. Install 
stub outs, where shown, to line and grade.  Use one full joint of pipe, of size indicated, for 
stub out.  Seal stub out with plug.  Install plug in such a manner as to prevent seepage of 
leakage through stub outs.  Installation of plug shall be such that it may easily be removed in 
future without damaging bell or groove end of stub out. 



   

 

If manholes are constructed in streets where immediate subsequent paving or re-paving is 
involved, readjust the manhole ring and covers, immediately prior to the paving operations. 
Manholes shall be installed with joints of size and numbers required to obtain correct depth.  
Contractor is responsible for verifying correct manhole depth before construction.  Initially, 
manhole tops shall be not less than 6-inches nor greater than 18-inches from final grade.  If 
manholes are relocated in the field because of unforeseen conflicts, the Contractor is 
responsible for correct depth of manhole.  Manhole tops shall be set as follows: 

a. Developed Areas:  Set manhole tops 1-inch higher than existing elevation of natural 
ground or other final grade when specified by the Engineer. 

b. Undeveloped Areas:  Set manhole tops flush with paved surfaces and 6-inchs higher than 
shoulder and/or proposed final grade elevations in easements or other unpaved areas.  
Where manholes are located in bottom of ditches, either set manhole top by EJIW V-
2342, or pre-approved equal, flush with ditch bottom and seal with solid cover, or set 
twelve inches above ditch top and reshape ditch around manhole. 

3. Prior to placing each section of manhole riser or cone, thoroughly clean the bells and spigots 
to be joined. 

4. Backfilling will be performed evenly and carefully around the manhole after the full strength 
of the concrete is attained. 

5. Carefully place the O-ring gasket and check for proper alignment. 

6. Plug lift holes, interior joints, and exterior joints with “Water Plug” grout. 

7. Each manhole shall be individually vacuum tested according to the Specification No. 440.  
Stub-outs, boots, and pipe plugs shall be secured to prevent movement while the vacuum is 
being drawn.  

 
440.04.03  CAST-IN PLACE MANHOLES 

 
Cast-In place manholes are not allowed without prior approval from the City Engineer.  This 
approval shall only be in emergency situations. 

 
440.04.04  FIBERGLASS MANHOLES 

 
Fiberglass manholes are permitted with written approval from the City Engineer. 
 

440.04.05  SERVICE CONNECTIONS 
 

Service connections at manholes will meet all other requirements of this specification and shall be 
tied into the manhole with a manhole boot.  At the time of construction, the Engineer will 
designate the locations of the service outlets and the depth to the top of the lateral pipe, if depth is 
not indicated on the plans.  The minimum depth of cover over the end of the lateral pipe shall be 
four feet. 
 

440.04.06  CLEANOUT STRUCTURES 
 

The Contractor shall construct cleanouts where shown on the plans and as specified. All backfill 
around and above the pipe shall be machine tamped in layers not exceeding 3-inches in depth so 
that no settlement shall occur after the cleanout is constructed.  Cleanouts shall be provided at 
each service connection and located at the edge of an easement or at the right-of-way.  The 
cleanouts shall be enclosed within a meter box which has a lid that makes the cleanout accessible 
set flush with the ground. 

 



   

 

440.04.07  DROP MANHOLES 
 

Drop manholes shall be constructed for elevation differences of 30 inches or greater as measured 
from the flow line of the pipe to the flow line entrance of the manhole.  

 
440.05  TESTING REQUIREMENTS 
 
 See Specification No. 490, "Testing of Gravity Sewer Systems"  
   
440.06  MEASUREMENT 
 

A. The depth of manholes completed shall be determined by measuring the vertical distance from the 
flow line of the sewer main to the top of the manhole ring and cover.   

B. Standard manholes shall be measured by the each for various size diameters and depths. 

C. The contract unit prices shall be the total compensation for furnishing all labor, materials, tools, 
equipment, and incidentals and performing all work, of whatever nature required, that is necessary for 
the completion of the manholes in accordance with the provisions of the plans and these 
specifications. Material or methods used to stabilize the foundation shall be subsidiary to the bid item 
for Manholes. 

D. Cleanouts for services shall be considered subsidiary to the price for each service connection. 

E. Drop connections will be measured for payment per each, complete in place regardless of depth. 



   

 

B/CS UNIFIED 
SPECIFICATION NO. 490 

 
TESTING FOR SANITARY SEWAGE GRAVITY SYSTEM 

 
(Sentences and/or paragraphs that are double underlined indicate revisions that were made from the 
2005 specification.) 
 
490.01  DESCRIPTION 
 

This is a general specification, which applies to the furnishing of all labor, materials, tools, and equipment 
to perform all operations in connection with leakage testing for completed manholes and gravity sewer 
pipe and deflection testing for flexible sewer pipe.    

 
490.02  MATERIALS 

 
(NOT USED) 

 
490.03  SUBMITTALS 

  
(NOT USED) 

 
490.04  CONSTRUCTION METHODS 

 
The Contractor shall notify the City Engineer or his representative when the manholes and line are ready 
to be tested.  After the City Engineer or his representative concurs that the line is ready to be tested, the 
Contractor may proceed with testing.  The Contractor will supply and set-up the test plugs and risers for 
the test and will perform the test in the presence of the City Engineer or his representative.   
 

Contractor shall take such precautions as required to prevent damage to lines and appurtenances being 
tested.  Damage resulting from tests shall be repaired at Contractor's expense. 

 
490.05  TESTING REQUIREMENTS 
 

490.05.1   MANHOLE TESTING 
 

After completion of manhole construction, wall sealing, or rehabilitation, test manholes 
for leakage using Vacuum Testing or, if pre-approved by the City Engineer, Exfiltration  

Testing Procedures as specified herein. 

1.   GENERAL 

Plug influent and effluent lines, including service lines, with suitably sized pneumatic or 
mechanical plugs.  Ensure plugs are properly rated for pressures required in this test; follow 
Manufacturer’s safety and installation recommendations.  Place plugs a minimum of 6 inches 
outside of manhole walls. 



   

 

2.   VACUUM TESTING 

a.  Performance: 

 

Diameter, in. 

30 33 36 42 48 54 60 66 72 
Depth 

(ft) 

Time, s 

≤8 11 12 14 17 20 23 26 29 33 

10 14 15 18 21 25 29 33 36 41 

12 17 18 21 25 30 35 39 43 49 

14 20 21 25 30 35 41 46 51 57 

16 22 24 39 34 40 46 52 58 67 

18 25 27 32 38 45 52 59 65 73 

20 28 30 35 42 50 53 65 72 81 

22 31 33 39 46 55 64 72 79 89 

24 33 36 42 51 59 64 78 87 97 

26 36 39 46 55 64 75 85 94 105 

28 39 42 49 59 69 81 91 101 113 

30+ 42 45 53 63 74 87 98 108 121 

 

b.   Execution 

  Install Vacuum Tester Head Assembly at top access point of manhole, top of frame, and 
adjust for proper seal on straight top section of manhole frame.  Following 
Manufacturer’s instruction and safety precautions, inflate sealing element to 
recommended maximum inflation pressure.  Evacuate manhole with vacuum pump to 10 
inches of Mercury (Hg).  Then disconnect pump and monitor vacuum for the time period 
specified in 490.05.1-1-a. “Performance.”  Drop in vacuum should not exceed 1 inch Hg 
over the specified time period. 



   

 

 

3. EXFILTRATION TESTING 

a. Performance: 

 

Manhole Depth 
Maximum Allowable Water Loss 

0 to 8 feet 1 inch over 15 minutes 
Over 8 feet 1/8 inch per vertical foot of depth 

over 15 minutes 
   
 

b. Execution 

Fill the manhole with water up to the manhole cover.  Monitor elevation for the time 
period specified in 490.05.1-3-a “Performance”. 

 
490.05.2 GRAVITY PIPE LEAKAGE TESTING 

 
1. GENERAL 

Tests shall be made by the low-pressure air test, the infiltration test or the joint test.  The 
infiltration test shall be used when the groundwater level is at least 2 ft above the crown of 
the pipe measured at the upstream manhole.  The joint test shall be used for pipe sections 
greater than 36-inch inside diameter.  The Contractor may use the joint test for pipe with a 
27-inch through 36-inch average inside diameter at the approval of the Engineer or his 
representative.  The low-pressure air test, the infiltration test and the exfiltration test shall be 
conducted from manhole to manhole.  Trenches shall be completely backfilled and sewer line 
should be free of debris prior to testing.  Plug all pipe outlets including laterals and secure 
plugs to prevent leakage blowout due to testing pressure. 

 

2. INFILTRATION TEST 

a. Performance 

The total infiltration, as determined by a hydrostatic head test, shall not exceed 50 gallons 
per inch diameter per mile of pipe per 24 hours.  For construction within the 100-year 
flood plain, the total infiltration shall not exceed ten gallons per inch diameter per mile of 
pipe per 24 hours. 



   

 

 

                NORMAL CONSTRUCTION 
SIZE OF PIPE ALLOWABLE LEAKAGE* 

Gal/Min/100 Ft. 

6" 0.0039 

8" 0.0053 

10" 0.0066 

12" 0.0079 

15" 0.0099 

18" 0.0118 

21" 0.0138 

24" 0.0158 

27" 0.0178 

30" 0.0197 

36" 0.0237 

                              * Equivalent to 50 gal. per inch diameter per mile per 24 hours 
 
 
                CONSTRUCTION WITHIN 100 YR FLOOD PLAIN    

 
SIZE OF PIPE 

ALLOWABLE LEAKAGE* 
Gal/Min/100 Ft. 

6" 0.0008 

8" 0.0011 

10" 0.0013 

12" 0.0016 

15" 0.0020 

18" 0.0024 

21" 0.0028 

24" 0.0032 

27" 0.0036 

30" 0.0039 

36" 0.0047 

                             * Equivalent to 10 gal. per inch diameter per mile per 24 hours 
 

The total leakage in cubic inches shall be the total cross-sectional area in square inches of 
the inside of the two risers and of any stacks in the sewer multiplied by the drop in water 



   

 

level in inches.  For diameters not listed in chart, multiply the square of the diameter by 
the following chart value for 1" diameter. 

 

 

 

 

 

 

 

 

b.  Execution 

Stop all dewatering operations and allow the groundwater to return to its normal level and 
allow to remain so for at least 24 hours.  Leakage shall be determined by measuring the 
flow through the opening in the downstream plug for at least 15 minutes.  Five separate 
measurements shall be made.  The average of the measurements shall be used, discarding 
any one of the five measurements except the last that varies by more than 50% from the 
average of the other four.  If the results of the tests are otherwise satisfactory, but the last 
of the five measurements show leakage in excess of that permitted, the tests shall be 
continued to determine if additional leaks may have developed during testing. 

 
3.  AIR TEST 

a. Performance 

The pipe shall be pressurized to 5 pounds per square inch gauge (psig) greater than the 
pressure exerted by groundwater above the pipe.  Once the pressure is stabilized, the 
minimum time allowable for the pressure to drop 1.0 psig shall be 5 minutes per every 
100 feet of pipe plus (+) 5 minutes per each service connection.  Pipe sizes larger than 27 
inches shall be tested as per TCEQ requirements. 

The test may be stopped if no pressure loss has occurred during the first 25% of the 
calculated testing time.  If any pressure loss or leakage has occurred during the first 25% 
of the testing period, then the test shall continue for the entire test duration as outlined in 
this subparagraph or until failure.   

 
b. Execution 

Add air until the internal air pressure of the sewer line is raised to approximately 5.5 psig.  
Allow the air pressure to stabilize.  The pressure will normally drop until the temperature 
of the air in the line stabilizes. 

When the pressure has stabilized and is at or above the starting test pressure of 5 psig, 
commence the test by allowing the gage pressure to drop to 5 psig at which point the time 
recording is initiated.  Record the drop in pressure for the test period. 

DIAMETER OF RISER 
OR STACK 

VOLUME PER INCH OF DEPTH 

 Cubic Inch Gallon 

1" 0.7854 .0034 

2" 3.1416 .0136 

2-1/2" 4.9087 .0212 

3" 7.0686 .0306 

4" 12.5664 .0544 

5" 19.6350 .0850 

6" 28.2743 .1224 

8" 50.2655 .2176 



   

 

 

4.   JOINT TEST 

The joint test may be conducted by an air test or water test.  The joint and the pipe segment 
shall be visually inspected immediately after testing.   

a. Performance 

The pipe is to be pressurized to 3.5 psig greater than the pressure exerted by groundwater 
above the pipe.  Once the pressure has stabilized, the minimum time allowable for the 
pressure to drop from 3.5 psig to 2.5 psig shall be ten seconds. 

If the groundwater pressure is equal to or greater than 3.5 psig, and the sewer line or joint 
is not leaking the sewer line or joint is acceptable and no additional testing is required.  If 
one or more joints are leaking, but the total amount of leakage in the sewer line being 
tested is equal to, or less than, the allowable leakage specified in 250.03-B-1 
“Performance”, the line is acceptable and no additional testing is required provided 
visible leaks are repaired.  Moisture or beads of water appearing on the surface of the 
joint will not be considered as visible leakage. 

b. Execution 

Review proper operation, safety, and maintenance procedures as provided by the 
manufacturer of the joint test apparatus.  Move the joint test apparatus into the sewer line 
to the joint to be tested and position it over the joint.  Make sure the end element sealing 
tubes straddle both sides of the joint and the hoses are attached.  For the water test, the 
bleed-off petcock must be located at top dead center.  Inflate end element sealing tubes 
with air in accordance with equipment and manufacturer’s instructions. 

i)   Air Test - Pressurize the void volume with air to 3.5 psig greater than the pressure 
exerted by groundwater above the pipe.  The drop in pressure shall be measured over 
ten seconds.  Five separate measurements shall be made.  The average of the 
measurements shall be used, discarding any one of the five measurements except the 
last that varies by more than 50% from the average of the other four.  If the results of 
the tests are otherwise satisfactory, but the last of the five measurements show 
leakage in excess of that permitted, the tests shall be continued to determine if 
additional leaks may have developed during testing. 

ii)  Water Test - Introduce water into void volume until water flows evenly from open 
petcock.  Close the petcock and pressurize with water to 3.5 psig above the pressure 
exerted by ground water.  The drop in pressure shall be measured over ten seconds.  
Five separate measurements shall be made.  The average of the measurements shall 
be used, discarding any one of the five measurements except the last that varies by 
more than 50% from the average of the other four.  If the results of the tests are 
otherwise satisfactory, but the last of the five measurements show leakage in excess 
of that permitted, the tests shall be continued to determine if additional leaks may 
have developed during testing. 

 

490.05.3   DEFLECTION TESTING 

 

Deflection tests shall be performed on all flexible pipes.  For pipelines with inside diameters less 
than 27 inches, a rigid mandrel shall be used to measure deflection.  For pipelines with an inside 
diameter 27 inches and greater, a method pre-approved by the Engineer shall be used to test for 
vertical deflections.  Other methods shall provide a precision of two tenths of one percent (0.2%) 
deflection.  The test shall be conducted after the final backfill has been in place at least 30 days.  
No pipe shall exceed a deflection of 5.0%.  If a pipe should fail to pass the deflection test, the 



   

 

problem shall be corrected and a second test shall be conducted after the final backfill has been in 
place an additional 30 days.  The tests shall be performed without mechanical pulling devices. 

1. MANDREL SIZING 

The rigid mandrel shall have an outside diameter (O.D.) equal to 95% of the inside diameter 
(I.D.) of the pipe.  The inside diameter of the pipe, for the purpose of determining the outside 
diameter of the mandrel, shall be the average outside diameter minus two minimum wall 
thicknesses for O.D. controlled pipe and the average inside diameter for I.D. controlled pipe.  
All dimensions shall be per appropriate standard.  Statistical or other "tolerance packages" 
shall not be considered in mandrel sizing. 

2.  MANDREL DESIGN 

The rigid mandrel shall be constructed of a metallic material that can withstand 200 psi 
without being deformed.  The mandrel shall have nine or more "runners" or "legs" as long as 
the total number of legs is an odd number.  The barrel section of the mandrel shall have a 
length of at least 75% of the inside diameter of the pipe.  A proving ring shall be provided 
and used for each size mandrel in use. 

3.  METHOD OPTIONS 

Adjustable or flexible mandrels are prohibited.  A television inspection is not a substitute for 
the deflection test.  A deflectometer may be approved for use on a case-by-case basis.  
Mandrels with removable legs or runners may be accepted on a case-by-case basis. 
Mechanical devices will not be used to pull the mandrel. 

 

490.05.4  TV CAMERA INSPECTION 

 

T.V. Camera Inspection shall be performed on all sewer pipe installed before acceptance.  When 
the Contractor performs the inspection, the City Engineer or his representative shall be notified 
one working day prior so that he can view the procedure.  The tape shall be given to the City 
Engineer or his representative for review and final records.   

The lines shall be completely filled with potable water between manholes to fill the service 
connections and drained prior to T.V. Camera Inspection. Jetting of the lines in conjunction with 
the T.V. Inspection is prohibited.  If the line to be televised is discovered to contain foreign 
material, which prohibits an acceptable T.V. inspection, the line shall be jetted and televised 
again. 

Select and use closed circuit television equipment that will produce a color video tape.  Produce 
and use closed circuit television equipment using a panorama tilt, radial viewing, pipe inspection 
camera that pans plus and minus 75 degrees and rotates 360 degrees.  The camera must have an 
accurate footage counter.  Video tapes shall be continuous from pipe segments between 
manholes.  Provide tapes with labels indicating project number, segment number, date televised, 
date submitted, starting manhole number, ending manhole number, pipe diameter, pipe length and 
street name. 

The T.V. inspection shall be used to identify defective construction such as sags, debris, separated 
joints, etc.  The City Engineer shall make all final determinations if the severity of the defect 
constitutes failure and subsequent removal of the segment in question. 

 



   

 

490.05.5  RETESTS 

 

Manholes or sewers which fail to meet the testing requirements shall be repaired and 
retested by the Contractor.  All repairs and retesting shall be performed at the expense of 
the Contractor. 

 

490.06   MEASUREMENT 

 

Testing of sewer lines (except for T.V. Inspection), manholes and appurtenances shall not be considered a 
separate pay item.  T.V. Inspection will be paid for as a separate bid item.  The Contractor shall supply all 
water for the tests, all equipment and labor necessary to convey the water into the sewer, the necessary 
transportation to transport test plugs and risers from one test site to another and such labor and equipment 
as may be required in installing test plugs, and other incidental work in conducting the tests and the cost 
thereof shall be included in the price for constructing the sewer, including furnishing the test plugs. 

  

 



   

 

 
 

 
City of Bryan 

Record of Excavation 
 
 
Instructions: This record must be prepared for each excavation in a readable, descriptive, and accurate 
manner.  All necessary signatures must be present and approved prior to commencement of work.  This 
record must be retained for (3) years. 
 
Division: ___________________________ Date of Excavation: ___________________ 

Period that the Excavation is open:  (dates)  ____________________________________ 

Specific Location:   _____________________________________________________ 

Purpose:  _______________________________________________________________ 

Class of soil determined to be:  (check one)  A   B   C 
(See Appendix A to Subpart P) 

Soil test used:  ___________________________________________________________ 

Visual:  Layered Cohesive Granular Gravel Utilities 
  Water drains from sides or bottom 
Manual: Plasicity Dry Strength Thumb Penetration 

 

1. All public utility systems notified?    Yes  No 

2. Received permit to dig before digging?   Yes  No 
Time:  _________  Date:  ___________ 

 Person:  ___________________________ 
3. Hazardous atmosphere tested?    Yes  No 

4. Constructed means of egress from excavation?  Yes  No 

5. Controlled exposure to vehicle traffic?   Yes  No 

6. Controlled exposure to falling loads?    Yes  No 

7. Warning system for mobile equipment?   Yes  No 

8. Determined emergency rescue equipment   Yes  No  
needed and available?       

9. Prepared for hazards of water accumulation?   Yes  No 

10. Verified stability of adjacent structure?   Yes  No 

11. Constructed protection from loose rock   Yes  No 
and soil daily        

12. Scheduled a worksite inspection plan?   Yes  No 

13. Prepared for fall protection?     Yes  No 

 



   

 

 

 

Excavation Diagram: (Include length, width, depth) 

 

 

 

 

 

 

 

 

 

 

 

Diagram / Explain type of excavation protection:  (Be specific and note distances) 

 

 

 

 

 

 

 

 

 

 

 

 

 

Competent Person in Charge of Excavation: 

 

 

____________________________________ _____________________________ 

Signature      Date 

 



   

 

 
 
 

POLICY 
UTILITY INSTALLATION NOTIFICATION 

 
 It is the policy of the City of Bryan Public Works Services Department and it's Divisions that all city 
work forces and/or city contractors performing work involving the installation of underground utilities 
provide adequate notification to utility companies prior to the commencement of any excavation activity. 
 
 Notification of all utility companies shall occur at least 2 Working Days in advance of the planned 
excavation activity in accordance with Chapter 251 of the State of Texas Utilities Code, Title 5.  A record of 
the notification time, date, and person contacted shall be made and retained for the City of Bryan's records.  
City work forces under the direction of the Director of Public Works, shall forward a copy of this notification 
record to the Public Works Services Department's office.  Contractors performing work under the direction of 
the Engineering Division shall forward a copy of the notification record to the City Engineer's office so that it 
may be filed in the Engineering Division's files.  A form entitled "Utility Installation Notification Check-Off 
List" shall be used to maintain a record of notification activities. 
 

If a utility company that has been duly notified fails to respond to a request for locating their 
underground facilities within the prescribed period, City of Bryan work forces and/or contractors are advised 
that they must notify the utility company and/or companies that work will commence on the planned 
underground excavation within 1 Working Day.  It is the responsibility of the various utilities to respond to a 
request that its lines be located. 
 
 In no event should a city work force and/or contractor delay its work activities for a period exceeding 
3 Working Days.  If an underground utility company has not responded within the prescribed 3 Working 
Days, city work forces and/or its contractors are advised to commence the underground excavation activity.  
After the above described notification period has expired, all responsibility for underground utility breaks 
and/or ruptures become the responsibility of the owning utility company. 
 
 The following procedure will be followed when an emergency excavation of underground 
facilities is required.  If the emergency condition will permit notification time, city work forces and/or 
contractors shall notify all utility companies that an emergency condition exists that may involve 
underground facilities owned by the utility company.  The nature, location and commencement time of 
the planned excavation work necessary to resolve the emergency condition will be communicated to the 
utility companies.  The utility company or companies shall advise the agency conducting the emergency 
excavation of the time necessary for them to respond to a location request.  City work forces and/or 
contractors (agencies making emergency excavation) shall not be required to delay emergency repairs 
for a period exceeding the time to respond indicated by the utility company or companies.  In the event 
that the emergency condition does not provide city work forces and/or contractors time for notification, 
emergency work will be completed and any damage to underground facilities will be reported to the 
owning utility company immediately following completion of the emergency work activity.  Damage 
information reported to the utility company involved shall include the type of damage, location, time 
that the damage occurred, name of city department and/or contractor along with address and telephone 
number.  All damage to facilities resulting from an emergency condition that did not allow notification 
time for underground locations will be considered the responsibility of the owning utility company. 
 



   

 

UTILITY INSTALLATION NOTIFICATION 
CHECK-OFF LIST 

 
 
CONTRACTOR                          
 
PROJECT NO./SUBDIVISION                        
 
 

UTILITY DATE/TIME 
UTILITY 
CALLED 

DATE/TIME 
UTILITY 

RESPONDED 

NAME OF 
UTILITY 

CONTACT 

DIG-TESS    

Verizon    

C.O.B. Engineering 
Dept. 

   

C.O.B. Water Services    

BTU    

Cox Cablevision    

TXU Electric & Gas    

 
 
Miscellaneous:             
              
               

 
TELEPHONE NUMBERS FOR LOCATION OF CABLES & LINES 

 
DIG-TESS 1-800-344-8377 
AT&T 1-800-252-1133 
Southwestern Gas Pipeline 596-2083 
Sprint 1-800-521-0579 
Bryan Woodbine 
Gathering/BWOC 

778-8046 or 776-0285  

Wickson Crk. Spec. Utility 
District 

589-3030 

Cox Cablevision 846-2229 
Exxon Pipeline Company 713-656-3315 
F & B Gathering 409-690-5777 
TXU Electric & Gas 1-800-692-4344 
Southwestern Bell 1-800-669-8344 
General Telephone 1-800-344-8377 



 

General Provisions 
Revised November 2004 

TX030043 
                                                                                             (2/25/2005) 

WAGE SCALE 
 
     As required by the Department of Labor in Washington, D.C., investigations have been made to determine the prevailing 
wage rates for the classes of labor expected to be involved in the various classes of labor on this project. 
 

PREVAILING WAGE RATES IN THE LOCALITY OF THIS PROJECT FOR 
LABORERS, WORKMEN AND MECHANICS 

 
CRAFT BASIC HOURLY RATES 

 
Air Tool Operator $16.00 
Asphalt Distributor Operator 12.09 
Asphalt Paving Machine Operator 11.82 
Asphalt Raker 9.96 
Asphalt Shoveler 10.56 
Broom or Sweeper Operator 9.74 
Bulldozer Operator 11.04 
Carpenter 12.25 
Concrete Finisher (Paving) 10.53 
Concrete Finisher (Structures) 10.95 
Concrete Paving Curbing Machine Operator 14.00 
Concrete Paving Finishing Machine Operator 12.00 
Concrete Rubber 10.88 
Crane, Clamshell, Backhoe, Derrick 
 Dragline, Shovel Operator 13.66 
Electrician 24.11 
Flagger 9.49 
Form Builder/Setter (Structures) 10.88 
Form Setter (Paving and Curb) 9.89 
Foundation Drill Operator (Truck Mounted) 15.00 
Front End Loader Operator 11.36 
Laborer - Common 9.34 
Laborer - Utility 10.12 
Mechanic 14.74 
Mixer Operator (Concrete Paving) 15.25 
Mixer Operator 10.83 
Motor Grader Operator (Fine Grade) 15.26 
Motor Grader Operator (Rough Grade) 12.96 
Oiler 14.71 
Painter - Structures 11.00 
Pavement Marking Machine Operator 11.52 
Pipe Layer   10.49 
Planer Operator 17.45 
Reinforcing Steel Setter (Paving) 15.50 
Reinforcing Steel Setter (Structure) 14.00 
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WAGE SCALE                               PAGE TWO 

 
 
 
CRAFT BASIC HOURLY RATES 

 
Roller Operator, Pneumatic (Self-Propelled) 9.34 
Roller Operator, Steel Wheel Plant-Mix Pavement 10.24 
Roller Operator, Steel Wheel  
 (Other-Flat Wheel or Tamping) 9.60 
Scraper Operator  9.93 
Servicer 11.41 
Sign Installer (PGM) 14.85 
Slip Form Machine Operator 15.17 
Spreader Box Operator 10.39 
Structural Steel Worker 13.41 
Tractor Operator (Crawler Type) 11.10 
Traveling Mixer Operator 10.04 
Trenching Machine Operator, Heavy 14.22 
Truck Driver - Tandem Axle Semi-Trailer 10.95 
Truck Driver - Lowboy/Float 15.30 
Truck Driver - Single Axle - Heavy 11.88 
Truck Driver - Single Axle- Light 9.98 
Wagon Drill, Boring Machine, Post Hole 
   Driller Operator 14.65 
Welder 14.26 
Work Zone Barricade Servicer 11.15 
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SALES TAX EXEMPTION PERMIT 
 
 
 
This contract is issued by an organization which qualifies for exemption pursuant to the provisions of 
Article 20.04 (F) of the Texas Limited Sales, Excise and Use Tax Act. 
 
The Contractor performing this contract may purchase, rent or lease all materials, supplies, equipment 
used or consumed in the performance of this contract by issuing to his supplier an exemption certificate 
in lieu of the tax, said exemption certificate complying with State Comptroller's ruling #95-0.07.  Any 
such exemption certificate issued by the Contractor in lieu of the tax shall be subject to the provisions of 
the State Comptroller's ruling #95-0.09 as amended to be effective October 2, 1968. 
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CITY OF BRYAN 
GENERAL PROVISIONS AND REQUIREMENTS



 

 

I N D E X 

GENERAL PROVISIONS AND REQUIREMENTS 
 
ITEM 1 - DEFINITION OF TERMS 
 
1.1 Definition of Terms 
1.2 Abbreviations 
1.3 Advertisement 
1.4 Bidder 
1.5 City  
1.6 City Attorney 
1.7 City Council 
1.8 City Engineer 
1.9 City Manager 
1.10 City Secretary 
1.11 Contract 
1.12 Contractor 
1.13 Contract Bond 
1.14 Inspector 
1.15 Mayor 
1.16 Plans 
1.17 Proposal 
1.18 Proposal Guarantee 
1.19 Right-of-way 
1.20 Special provisions 
1.21 Specifications 
1.22 Superintendent 
1.23 Surety 
1.24 The work 
1.25 Working day 
1.26 Calendar day 
 
ITEM 2 - INSTRUCTIONS TO BIDDERS 
 
2.1 Proposal Form 
2.2 Quantities in Proposal Form 
2.3 Examination of Plans, Specifications & Site of the Work 
2.4 Bidder Qualifications 
2.5 Preparation of Proposal 
2.6 Irregular Proposals 
2.7 Proposal Guaranty 
2.8 Filing of Proposals 
2.9 Withdrawing Proposals 
2.10 Opening Proposals 
2.11 Disqualification of Bidders 
 
 
 
 



 

 

ITEM 3 - AWARD AND EXECUTION OF CONTRACT 
 
3.1 Consideration of Bids 
3.2 Award of Contract 
3.3 Return of Proposal Guaranty 
3.4 Performance and Payment Bond 
3.5 Execution of Contract 
3.6 Failure to Execute Contract 
3.7 Beginning of Work 
 
ITEM 4 - SCOPE OF WORK 
 
4.1 Intent of Plans and Specifications 
4.2 Special Provisions 
4.3 Increased or Decreased Quantities of Work 
4.4 Alteration of Plans and Specifications 
4.5 Extra Work 
4.6 Operation Maintenance Control 
4.7 Final Cleanup 
 
ITEM 5 - CONTROL OF THE WORK 
 
5.1 Authority of the City Engineer 
5.2 Conformity with Plans 
5.3 Existing Structures 
5.4 Coordination of Plans, Specifications, Proposal and Special Provisions 
5.5 Cooperation of Contractor 
5.6 Construction Stakes 
5.7 Authority and Duties of Inspectors 
5.8 Project Safety 
5.9 Inspection 
5.10 Removal of Defective and Unauthorized Work 
5.11 Final Inspection 
5.12 Punch List Inspection 
5.13 As-built Drawings 
 
ITEM 6 - CONTROL OF MATERIALS 
 
6.1 Source of Supply of Materials 
6.2 Samples and Tests of Materials 
6.3 Storage of Materials 
6.4 Defective Materials 
6.5 Arrangement and Charge for Water Furnished by the City 
 



 

 

ITEM 7 - LEGAL RELATION AND PUBLIC RESPONSIBILITY 
 
7.1 Laws to be Observed 
7.2 Permits and Licenses 
7.3 State and City Sales Taxes 
7.4 Patented Devices, Materials and Processes 
7.5 Sanitary Provisions 
7.6 Public Convenience and Safety 
7.7 Privileges of Contractor in Streets, Alleys, and Rights-Of-Way  
7.8 Railway Crossings 
7.9 Barricades, Lights and Watchmen 
7.10 Use of Explosives 
7.11 Protection and Restoration of Property 
7.12 Responsibility for Damage Claims 
7.13 Public Utilities and Other Property to be changed 
7.14 Use of a Section or Portion of the Work 
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ITEM 1 - DEFINITION OF TERMS 
 
 
1.1 DEFINITION OF TERMS: Wherever the words, forms or phrases defined herein or 

pronouns used in their place occur in these specifications, in the contract, in the bonds, in 
the advertisements, or any other document or instrument herein contemplated, or to 
which these specifications apply or may apply, the intent and meaning shall be 
interpreted as follows: 

 
1.2 ABBREVIATIONS: Whenever the abbreviations defined herein occur on the Plans, in 

the specifications, contract, bonds, advertisement, proposal, or in any other document or 
instrument herein contemplated or to which the specifications apply or may apply, the 
intent and meaning shall be as follows: 

 
1.3 ADVERTISEMENT: All of the legal publications pertaining to the work contemplated 

or under contract. 
 
1.4 BIDDER: Any person, persons, partnership, company, firm, association or corporation 

acting directly or through a duly authorized representative submitting a proposal for the 
work contemplated. 

 
1.5 CITY: The City of Bryan, Texas, a Municipal Corporation, party of the first part, acting 

by and through (a) its governing body, or (b) its City Manager, each of whom is required 
by Charter to perform specific duties.  Responsibility for final enforcement of contracts 
involving the City of Bryan is by Charter vested in the City Manager. 

 
1.6 CITY ATTORNEY: The City Attorney of the City of Bryan, Texas or his duly 

authorized assistants or agents. 
 
1.7 CITY COUNCIL: The Council of the City of Bryan, Texas. 
 
1.8 CITY ENGINEER: The City Engineer of the City of Bryan, Texas or duly authorized 

assistants or agents. 
 
1.9 CITY MANAGER: The Manager of the City of Bryan, Texas. 
 
1.10 CITY SECRETARY: The City Secretary of the City of Bryan, Texas or his duly 

authorized assistants or agents. 
 
1.11 CONTRACT: The written agreement covering the performance of the work.  The 

contract includes the advertisement, proposal, specifications, including special 
provisions, Plans or working drawings and any supplemental changes or agreements 
pertaining to the work materials thereof, and bonds. 

 
1.12 CONTRACTOR: The person, persons, partnership, company, firm, association or 

corporation entering into contract for the execution of the work, acting directly or through 
a duly authorized representative, the party of the second part. 

1.13 CONTRACT BOND: The security furnished by the Contractor and Surety as a 
guarantee on the part of the Contractor to execute the work in accordance with the terms 
of the contract. 



 

 

 
1.14 INSPECTOR: The authorized representative of the City Engineer assigned to supervise 

or inspect any or all parts of the work and the materials to be used therein. 
 
1.15 MAYOR: The Mayor of the City of Bryan, Texas. 
 
1.16 PLANS: All drawings pertaining to the contract and made a part thereof, including such 

supplementary drawings or addenda as the City Engineer may issue in order to clarify 
other drawings, or for the purpose of showing changes in the work hereinafter authorized, 
or for showing details not shown thereon. 

 
1.17 PROPOSAL: The written statement duly filed with the Purchasing Manager by the 

person, persons, partnership, company, firm, association, or corporation proposing to do 
the work contemplated, including the approved form on which the formal bids for the 
work are to be prepared.  

 
1.18 PROPOSAL GUARANTEE: The security designated in the advertisement and 

proposal, to be furnished by each bidder as a guarantee of good faith to enter into a 
contract with the City and execute the required bonds for the work contemplated after the 
work is awarded him. 

 
1.19 RIGHT-OF-WAY: The land provided by the City upon which to construct the proposed 

work. 
 
1.20 SPECIAL PROVISIONS: The special clauses setting forth the conditions or 

requirements peculiar to the specific project involved, supplementing the standard 
specifications, and taking precedence over any conditions or requirements of the standard 
specifications with which they are in conflict. 

 
1.21 SPECIFICATIONS: The directions, provisions, and requirements contained herein or in 

a special specification, supplemented by such "Special Provisions" and "Supplemental 
Agreements" as may be issued or made pertaining to the method and manner of 
performing the work or to quantities and qualities of materials to be furnished under the 
contract.  Where the phrases "Or directed by the City Engineer", “Ordered by the City 
Engineer”, or “To the satisfaction of the City Engineer” occur, it is to be understood that 
the directions, orders, or instructions to which they relate are within the limitations of the 
proposal and specifications. "Special Provisions" will cover work appertaining to a 
particular project and included in the proposal but not covered by the specifications and 
will govern and take precedence over specifications wherever in conflict therewith.  
"Supplemental Agreements" are written agreements entered into between the Contractor 
and the City are approved by the Surety, covering alterations and changes in Plans which 
are necessary to the proper completion of the work.  Reference to standard specifications 
of Texas Department of Transportation (TxDOT), American Standard of Testing 
Materials (ASTM) and other organizations shall be interpreted to mean the latest 
published edition as of the date proposals are opened for this project. 

 
1.22 SUPERINTENDENT: The authorized representative of the Contractor. 
 



 

 

1.23 SURETY: The corporate body which is bound with the Contractor as a guarantee of 
good faith on the part of the Contractor to execute the work in strict accordance with the 
Plans, specifications and terms of the contract. 

 
1.24 THE WORK: All work, including the furnishing of labor, materials, tools, equipment, 

and incidentals, to be performed by the Contractor under the terms of the contract. 
 
1.25 WORKING DAY: A working day is defined as a calendar day, not including Saturdays, 

Sundays or legal holidays in which weather or other conditions not under the control of 
the Contractor will permit the performance of the principal unit of work underway for a 
continuous period of not less than seven (7) hours between 7 a.m. and 6 p.m.  Work on 
Saturdays may be allowed upon approval by the City Engineer.  If allowed, a working 
day will be charged. 

 
1.26 CALENDAR DAY:  A calendar day includes all 7 days of the week, excluding legal 

holidays, under which the performance of the principal unit of work shall be performed 
between the hours of 7 a.m and 6 p.m.  A calendar day will be charged regardless of 
weather or other conditions not under the control of the Contractor, unless the City 
Engineer approves, in writing, a suspension of time. 

 



 

 

 
ABBREVIATIONS 

 
A.A.S.H.T.O. American Association of 

State Highway and 
Transportation Officials 

Conc. Concrete 

A.S.T.M. American Society for 
Testing and Materials 

Diam. 
Cond. 
Corr. 

Diameter 
Conduit 
Corrugated 

Asph. Asphalt Culv. Culvert 

Ave. Avenue Dr. Driveway 

Blvd. Boulevard Elev. Elevation 

C.I. Cast Iron F. Fahrenheit 

C.L. Center Line Ft. or ' Foot or Feet 

C.O. Clean Out Gal. Gallon 

Lb. Pound In. or " Inch or Inches 

M.H. Manhole Lin. Linear 

Max. Maximum R.O.W. Right-of-Way 

Min. Minimum Sq. Square 

Mono. Monolithic Std. Standard 

No. Number St. Street 

% Percent Str. Strength 

P.S.I. Pounds per Square Inch Vol. Volume 

R Radius Yd. Yard 

Reinf. Reinforced Cu. Cubic 

Table A 



 

 

ITEM 2 - INSTRUCTIONS TO BIDDERS 
 

               
2.1 PROPOSAL FORM 
 

The City will furnish bidders with proposal forms, which will include the following: 
 
• Project Data - Describes general location and work to be performed including any 

special concerns. 
• Bid Proposal - An itemized list of work to be performed, materials to be furnished 

and the time the work is to be completed. 
 
2.2 QUANTITIES IN PROPOSAL FORM 
 

The quantities of the work and materials set forth in the proposal form or on the Plans 
approximately represent the work to be performed and materials to be furnished, and are 
for the purpose of comparing the bids on a uniform basis.  Payment will be made by the 
City to the Contractor only for the actual quantities of work performed or materials 
furnished in accordance with the Plans and specifications, and it is understood that the 
quantities may be increased or decreased as hereinafter provided, without in any way 
invalidating the bid prices.  Any item of work not covered in the proposal will not be paid 
for directly, but shall be considered as subsidiary to a regular bid item. 

 
2.3 EXAMINATION OF PLANS, SPECIFICATIONS AND SITE OF THE WORK 
 

Bidders are advised that the Plans, specifications, and other documents on file with the 
City Engineer shall constitute all the information, which the City will furnish.  Bidders 
are required, prior to submitting any proposal, to read the specifications, proposal, 
contract, and bond forms carefully, to visit the site of the work, to examine carefully local 
conditions, to inform themselves by their independent research, tests, and investigations 
of the difficulties to be encountered and judge for themselves of the accessibility of the 
work and all attending circumstances affecting the cost of doing the work or time 
required for its completion, and obtain all information required to make an intelligent 
proposal.  No information given by the City or any official thereof, other than that shown 
on the Plans and contained in the specifications, proposals, and other documents, shall be 
binding upon the City.  Bidders shall rely exclusively upon their own estimates, 
investigations, tests and other data which are necessary for full and complete information 
upon which the proposal may be based.  It is mutually agreed that submission of a 
proposal is evidence that the bidder has made the examination, investigations, and tests 
required herein. 
 

2.4 BIDDER QUALIFICATIONS 
 
Bidders who have not previously had a contract with the City of Bryan must furnish 
sufficient written evidence that single bonafide contracts, in excess of two-thirds (2/3) of 
the face amount of this bid, have been successfully and satisfactorily completed on work 
of a similar nature.  This evidence shall be furnished on a statement of bidder's 
qualifications included with the bid, and shall show job locations, type of projects, 
contract amounts and dates completed.  This information must also be furnished for any 
proposed subcontractors.  Failure to submit this evidence shall be just cause for 



 

 

disqualification of the bid.  The successful Bidder, at the discretion of the City Engineer, 
may be required to furnish a complete financial statement prepared and certified to by a 
Certified Public Accountant.  

 
2.5 PREPARATION OF PROPOSAL 
 

The Bidder shall submit his proposal on the forms furnished by the City.  All blank 
spaces in the form shall be correctly filled in and the Bidder shall state the prices 
numerically, written in ink or typed, for which he proposes to do the work contemplated 
or furnish the materials required.  Such prices shall be written or typed legibly.  The 
numerical unit prices shall govern over all other numbers submitted on the proposal.  If 
proposal is submitted by an individual, his name must be signed by him or his duly 
authorized agent.  If the proposal is submitted by a firm, association or partnership, the 
name and address of each member must be given and the proposal signed by a member of 
the firm, association, or partnership, or person duly authorized.  If proposal is submitted 
by a company or corporation, the company or corporate name and business address must 
be given, and the proposal signed by an official or duly authorized agent, Powers of 
Attorney, authorizing agents, or others to sign proposals must be properly certified and 
must be in writing and submitted with the proposal. 
 
If the Bidder/Contractor is a corporation, the original seal of corporation must be affixed 
to the bid bond, payment bond, performance bond and contract. If these documents are 
presented without the corporate seal, bidder/contractor must present a certificate of good 
standing from the Texas Secretary of State and must also present a separate resolution of 
the corporation's directors for each document stating that the individual whose signature 
appears on the document was authorized by directors to sign it on behalf of the 
corporation. 
 
All addendums shall be acknowledged on the bid proposal; failure to do so will result in 
an automatic disqualification of the bid. 

 
2.6 IRREGULAR PROPOSALS 
 

Proposals will be considered irregular if they show any omissions, alterations of form, 
additions, or conditions not called for, unauthorized alternate bids, or irregularities of any 
kind.  However, the City reserves the right to waive any irregularities and to make the 
award in the best interests of the City. 

 
2.7 PROPOSAL GUARANTY 
 

No proposal will be considered unless it is accompanied by an acceptable Cashier's 
Check or acceptable Bidder's Bond, payable unconditionally to the City of Bryan, Texas.  
The cashier's check or bidder's bond shall be in the amount of, not less than, that shown 
in the Notice to Bidders.  All bids shall remain subject to acceptance for 60 days after the 
day of the bid opening, but the City may, at the City's sole discretion, release any bid and 
return the bid security before that date.  The proposal guaranty is required by the City as 
evidence of good faith and as a guarantee that if awarded the contract the Bidder will 
execute the contract and furnish the required bonds within ten (10) days after the receipt 
of acceptance. 

 



 

 

2.8 FILING OF PROPOSAL 
 

No proposal will be considered unless it is filed with the Purchasing Manager’s office in 
Bryan, Texas within the time limit for receiving proposals as stated in the advertisement.  
Each proposal shall be in a sealed envelope, plainly marked with the word, "Proposal", 
and the name or description of the project as designated in the Notice to Bidders.  The 
proposal shall include the Proposal Form and Bonds.  Statement of Contractor and 
References may also be submitted as part of the proposal.    

 
2.9 WITHDRAWING PROPOSALS: 
 

A Bidder may withdraw his proposal provided his request in writing to do so is in the 
hands of the officials indicated in the Notice to Bidders by the time set for opening of 
proposals.  A Bidder may change the unit prices in his proposal provided his request to 
do so is submitted in writing and is in the hands of the Purchasing Manager prior to the 
time set for opening of proposals.  Requests by telephone or telegraph for changes in bid 
prices or for withdrawal of proposals will not be considered. 

 
2.10 OPENING PROPOSALS 
 

The proposals filed with the Purchasing Manager will be opened and publicly read aloud 
as provided for in the Notice to Bidders, and shall thereafter remain on file with the 
Purchasing Manager.  No contract will be entered into based on such proposals until after 
at least two days have elapsed.  Bidders or their agents are invited to be present. 

 
2.11 DISQUALIFICATION OF BIDDER: 
 

Bidders may be disqualified and their proposal not considered for any of the following 
specific reasons: 

 
(a) Reason for believing collusion exists among the Bidders. 
(b) Reasonable grounds for believing that any Bidder is interested in more than one 

proposal for the work contemplated. 
(c) The Bidder being interested in any litigation against the City. 
(d) The Bidder being in arrears on any existing contract or having defaulted on a previous 

contract. 
(e) Lack of competency as revealed by the financial statement, experience and 

equipment, questionnaires, etc. 
(f) Uncompleted work that in the judgment of the City will prevent or hinder the prompt 

completion of additional work if awarded. 
(g) Proposals in which prices are obviously unbalanced. 
(h) The City of Bryan is adopting the written criteria for this project that Contractors with 

two (2) trench failure accidents including one (1) death resulting from trench failure 
in the last five (5) years will be grounds to disqualify bids.  This disqualification is 
not automatic as the City reserves the right to study the corrective action and present 
preventative measure implied by Contractors who exceed these criteria. 

 



 

 

ITEM 3 - AWARD AND EXECUTION OF CONTRACT 
 
 

3.1 CONSIDERATION OF BIDS 
 

After proposals are opened, the proposals will be tabulated for comparison on the basis of 
the bid prices and quantities shown in the proposal.  The City of Bryan reserves the right 
to accept or reject any or all bids, to waive any informalities and technicalities, to accept 
the offer considered most advantageous in order to obtain the best value for the City. 
Causes for rejection of a bid may include but shall not be limited to the bidder’s current 
violation of any City ordinance, the bidder’s current inability to satisfactorily perform the 
work or service, or the bidder’s previous failure to properly and timely perform its 
obligations under a contract with the City.  Bidders may be disqualified  and rejection of 
proposals may be recommended for any (but not limited to) of the following causes:  1) 
Failure to use the proposal form furnished by the City; 2) Lack of signature by an 
authorized representative on the proposal form; 3) Failure to properly complete the 
proposal; 4) Evidence of collusion among proposers; 5) Omission of uncertified personal 
or company check as a proposal guarantee (if Bid Bond required); or 7) Unauthorized 
alteration of bid form.  City reserved the right to waive any minor informality or 
irregularity.    

  
All bidders are hereby notified that the City of Bryan shall consider all factors it believes 
to be relevant in selecting the offer that provides the best value for the City including, but 
not limited to the purchase price, the proximity of the bidder as it relates to the ability to 
perform the contract for the City of Bryan, the delivery date, the reputation of the bidder 
and the bidder’s goods or services, the quality of the bidder’s goods or services, the 
bidder’s past  performance under  contracts  with the City of Bryan, and the bidder’s 
compliance with City ordinances.  The City of Bryan may conduct reference checks as 
needed to evaluate bids.  The Contractor will be required to submit a list of 6 references 
with each bid proposal.  The City reserves the right to contact other companies or 
individuals that can provide information to the City that will assist the City in evaluating 
the capability of the bidder.  

 
The City of Bryan, Texas is committed to obtaining its goods, products and services at 
the lowest price possible which benefits all the citizens of Bryan.  Therefore, in order to 
accomplish this objective/goal, it is not the intention of the City neither to exclude 
particular vendors or manufacturers nor to create restrictive situations in its request for 
bids and proposals. Any manufacturer's names, trade names, brand names, catalog 
numbers, technical data, etc. used in the specifications are there for the sole purpose of 
establishing and describing general performance, quality levels, type and dimensions and 
such references are not intended to be restrictive.  Alternate bids on similar or 
comparable products and/or services of any manufacturer or vendor equal to the products 
and/or services described in the specifications are invited and will be given careful 
consideration provided the alternate will accomplish the same task.  The City of Bryan 
shall be the sole judge on whether the alternate product and/or service is similar to, equal 
to and in compliance with that specified.  The decision of the City shall be final. 
 
 
 

 



 

 

"In literal compliance" in reference to standards and specifications shall mean the 
meeting or exceedance of all or nearly all of the said standards and specifications.  If the 
City determines that standards and specifications are in literal compliance where not all 
standards and specifications have been met or exceeded, the City must base such a 
determination on its finding that any standards and specifications which have not been 
met or exceeded do not render the bidder product any less usable for the purpose for 
which it is intended. 

 
3.2 AWARD OF CONTRACT 
 

The City shall award the bid to obtain the best value to the City.  The City’s 
determination of best value determination may be based on a number of factors including 
but not limited to the following:   

 
(a) the purchase price, including payment discount terms; 
(b) the reputation of the bidder and of the bidder’s goods or services; 
(c) the quality of the bidder’s goods or services; 
(d) the extent to which the goods or services meet the City’s needs; 
(e) the bidder’s past relationship with the City; 
(f) the impact on the ability of the City to comply with laws and rules relating to 

contracting with historically underutilized businesses and nonprofit organizations 
employing persons with disabilities; 

(g) the total long-term cost to the City to acquire the bidder’s goods or services; and 
(h) any relevant criteria specifically listed in this bid document. 

 
The City prefers to award the entire contract to a single Contractor; although, the City 
reserves the right to award a primary contract and a secondary contract in an effort to 
secure a back-up contractor to be used in emergency situations in the event the primary 
contractor is unable to respond  as needed.  The City reserves the right to withhold the 
award of the contract for a period of 60 calendar days from date of opening proposals.  In 
no case will contract be awarded until at least two days shall have elapsed from time of 
opening proposals.  The City of Bryan reserves the right to award the bid in order to 
obtain the best value for the City. 
 

3.3 RETURN OF PROPOSAL GUARANTY 
 

As soon as proposal prices have been tabulated for comparison of bids, the City may, at 
its discretion, return the proposal guaranties accompanying the proposals which, in its 
judgment, would not be considered in the award; all other proposal guaranties will be 
retained by the City until the required contract and bonds have been executed, after which 
they will be returned.  No proposal guaranties will be returned until at least two days 
shall have elapsed from time of opening proposals. 

 
3.4 PERFORMANCE and PAYMENT BONDS 
 

Within ten (10) days after written notification of the award of the contract the Contractor 
shall file with the City a good and sufficient performance bond in an amount equal to one 
hundred percent of the total amount of the contract, as evidenced by the proposal, 
guaranteeing the full and faithful execution of the work and performance of the contract. 
 



 

 

When the contract amount is $25,000 or more, a performance and a payment bond in an 
amount of not less than one hundred percent (100%) of the contract price, conditioned 
upon faithful performance of the contract in accordance with the plans, specifications and 
contract documents and payment to all persons supplying labor and materials, and for the 
protection of the City and all other persons against damage by reason of negligence of the 
Contractor, or improper execution of the work, or the use of inferior materials shall be 
executed by the successful bidder and shall accompany the signed contract.  Bonds shall 
remain in full force and effect for one year after written notice of acceptance of the 
completed work is received from the City. 

 
No sureties will be accepted by the City who are now in default or delinquent on any 
bonds or who are interested in any litigation against the City.  All bonds shall be made on 
forms furnished by the City, and shall be executed by an approved surety company 
authorized to do business in the State of Texas and acceptable to the City.  Each bond 
shall be executed by the Contractor and the sureties. 

 
Should any surety on the contract be determined unsatisfactory at any time by the City 
Council, notice will be given the Contractor to that effect and the Contractor shall 
immediately provide a new surety satisfactory to the City.  No payment will be made 
under the contract until the new surety or sureties, as required, have been accepted by the 
City. 
 
No Performance and Payment bonds shall be required on any City contract less than 
$25,000.00.  In the event that these bonds are not furnished by the Contractor, only one 
estimate (final) will be paid and that shall be upon completion of the project. 

 
3.5 EXECUTION OF CONTRACT 
 

The person or persons, partnership, company, firm, association, or corporation to whom a 
contract is awarded shall within ten (10) days after such award sign the necessary 
agreements entering into the required contract with the City.  No contract shall be binding 
on the City until it has been attested by the City Secretary, approved as to form by the 
City Attorney, executed for the City by the designated City representative, and delivered 
to the Contractor. 
 
If the Bidder/Contractor is a corporation, the original seal of corporation must be affixed 
to the bid bond, payment bond, performance bond and contract. If these documents are 
presented without the corporate seal, bidder/contractor must present a certificate of good 
standing from the Texas Secretary of State and must also present a separate resolution of 
the corporation's directors for each document stating that the individual whose signature 
appears on the document was authorized by directors to sign it on behalf of the 
corporation. 
 

3.6 FAILURE TO EXECUTE CONTRACT 
 

The failure of the bidder to execute the required bonds or to sign the required contract 
within ten (10) days after contract is awarded shall be considered by the City as an 
abandonment of his proposal and the City may annul the award.  By reason of the 
uncertainty of the market prices of materials and labor, and it's being impracticable and 
difficult to determine accurately the amount of damages accruing to the City by reason of 



 

 

said bidder's failure to execute said bonds and contract within said ten (10) days, the 
proposal guaranty accompanying the proposal shall be the agreed amount of damages 
which the City will suffer by reason of such failure on the part of the bidder, and shall 
thereupon immediately be forfeited to the City.  The filing of a proposal will be 
considered as an acceptance of this provision. 

 
3.7 BEGINNING OF WORK 
 

The Contractor shall not begin work until notified in writing by the City Engineer to do 
so.  



 

 

ITEM 4 - SCOPE OF WORK 
 
 

4.1 INTENT OF PLANS AND SPECIFICATIONS 
 

The intent of the Plans and specifications is to prescribe a complete work or 
improvement, which the Contractor undertakes to do in full compliance with the Plans, 
specifications, special provisions, proposal and contract.  Unless otherwise provided, the 
Contractor shall furnish all labor, tools, materials, machinery, equipment, and incidentals 
necessary for the proper prosecution and completion of the work. 

 
4.2 SPECIAL PROVISIONS 
 

Should any work or conditions which are not covered by these specifications be 
anticipated on any proposed work, "Special Provisions" for such work will be prepared 
by the City previous to the time of receiving the bids, and shall be considered as a part of 
the specifications and contract and complied with by the Contractor. 

 
4.3 INCREASED OR DECREASED QUANTITIES OF WORK 
 

The City reserves the right to alter the quantities of work to be performed by either 
increasing or decreasing the quantities at any time when it is found necessary, and the 
Contractor shall perform the work as altered, increased or decreased, at the contract unit 
prices.  Any allowance will not be made for anticipated profits nor shall such changes be 
considered as waiving or invalidating any conditions or provisions of the Contract and 
Bond.   

 
4.4 ALTERATION OF PLANS AND SPECIFICATIONS 
 

The City reserves the right to make such changes in the Plans and specifications and in 
the character of the work as may be necessary or desirable to insure completion in the 
most satisfactory manner, provided such changes do not materially alter the original 
Plans and specifications or change the general nature of the work as a whole.  Such 
changes shall not be considered as waiving or invalidating any condition or provision of 
the contract and bond. 

 
4.5 EXTRA WORK 
 

When any work is necessary to the proper completion of the project for which no prices 
are provided for in the proposal and contract, the Contractor shall do such work, but only 
when and as ordered in writing by the City Engineer.  Payment for extra work will be 
made by "Supplemental Agreement" as outlined in Item 9 - Measurement and Payment. 
 

4.6 OPERATION MAINTENANCE CONTROL 
 
The Contractor shall take precaution to prevent the deposition of mud from the 
construction site on adjoining property, roads, streets and alleys during construction.  
These shall remain in a clean and usable condition. 
 



 

 

For waterline or sewer line construction, the Contractor shall keep adjacent streets and/or 
alleys in a clean and usable condition as the job progresses.  All sedimentation control 
measures shall be maintained in an effective operating condition during construction.  
This will prevent removal of sediment and mud from the project by wind or water. 

 
4.7 FINAL CLEANUP 
 

Upon the completion of the work and before acceptance and final payment will be made, 
the Contractor shall clean and remove from the site of the work all surplus and discarded 
materials, temporary structures, and debris of every kind.  All equipment shall be 
removed from the job site after completion or acceptance of the construction work.  If 
excavated material is placed on private property, it shall be the Contractor's responsibility 
to provide the City Engineer with a written statement signed by the property owner 
stating that the property owner requested the material and is satisfied with the condition 
in which the property was left.  All excavated material containing any oil based products 
or asphaltic products must be disposed of at a licensed sanitary landfill.  All brush that is 
not burned must be disposed of at a licensed compost facility.  The Contractor will be 
allowed to burn debris in the right of way, provided that he obtains a permit to burn said 
debris from the City of Bryan Fire Marshall twenty-four (24) hours in advance of any 
burning.  Permits will be issued on a day to day basis only and the Contractor shall be 
totally responsible for any damage incurred due to burning.  No brush, oil- based soil, or 
asphaltic products will be allowed to be placed on private property.  Material is not to be 
placed in floodplain without prior approval by the City’s Floodplain Administrator.  The 
Contractor shall be totally responsible for any damage incurred due to illegal dumping.  
He shall leave the site of the work in a neat and orderly condition equal to that which 
originally existed.  Surplus and waste materials removed from the site of the work shall 
be disposed of at a licensed sanitary landfill or as directed by the City Engineer.  No 
payment will be made for this work, its cost being subsidiary to the various bid items. 
 



 

 

ITEM 5 - CONTROL OF THE WORK 
 
 

5.1 AUTHORITY OF THE CITY ENGINEER 
 

All work shall be performed under the inspection of the City Engineer in a workmanlike 
manner and to the satisfaction of the City Engineer and in accordance with the contract, 
Plans and specifications.  The City Engineer shall decide all questions which arise as to 
the quality and acceptability of materials furnished, work performed, rate of progress of 
the work, interpretation of the Plans and specifications, acceptable fulfillment of the 
contract, compensations, mutual rights between Contractors under these specifications, 
and suspension of the work.  The City Engineer shall determine the amount and quality of 
the work performed and materials furnished, and those decisions and estimates shall be 
final.  The City Engineer’s estimate of the amount of work done shall be a condition 
precedent to the right of the Contractor to receive money due him under the contract. 

 
5.2 CONFORMITY WITH PLANS 
 

All work shall conform to the lines, grades, cross-sections, details and dimensions shown 
on the Plans.  Any deviation from the Plans that may be required by the contingencies of 
construction will be determined and authorized by the City Engineer.  All shop or 
fabrication details shall be furnished by the Contractor and checked and approved by the 
City Engineer. 

 
5.3 EXISTING STRUCTURES 
 

The Plans show the locations of all known surface and subsurface structures, however, 
the location of many gas mains, water mains, conduits, sewers, etc. is unknown, and the 
City assumes no responsibility for failure to show any or all these structures on the Plans 
or to show them in their exact location.  It is mutually agreed such failure will not be 
considered sufficient basis for claims for additional compensation for extra work or for 
increasing the pay quantities in any manner whatsoever, unless the obstruction 
encountered is such as to necessitate changes in the lines or grades, or require the 
building of special work, provisions for which are not made in the Plans and Proposal, in 
which case, at the decision of the City Engineer, the provisions in these specifications for 
extra work shall apply. 
 
The Contractor shall exercise caution while working at a location where proposed 
construction crosses or comes into proximity with an underground telephone cables, gas 
line, waterline, sewer line or any other utility line.  EXTREME CAUTION shall be taken 
when working around petroleum pipeline or high pressure gas lines. 
 
It shall be the Contractor's responsibility to contact the utility at least two (2) working 
days (excluding Saturday, Sunday and Holidays) prior to construction and obtain exact 
location of all underground utility lines and appurtenances where possibility of a conflict 
exists.  Unnecessary damage to utilities or appurtenances within and outside the limits of 
construction shall be repaired at the Contractor's expense. 
 
 



 

 

It is the Contractor's responsibility to notify and coordinate any repair of utilities required 
for the proper construction of this project, including utilities owned by the City.  The 
attached Utility Notification Check-off List, included within this contract, shall be filled 
out and kept on-site during construction. 

 
5.4 COORDINATION OF PLANS, SPECIFICATIONS, PROPOSAL AND SPECIAL 

PROVISIONS 
 

The Plans, specifications, proposal, special provisions, and all supplementary documents 
are intended to describe a complete work and are essential parts of the contract.  A 
requirement occurring in any of them is binding.  In case of discrepancies, figured 
dimensions shall govern over scaled dimensions; Plans shall govern over specifications; 
special provisions shall govern over both General Specifications and Plans; quantities 
shown on the Plans shall govern over those shown in the Proposal.  The Contractor shall 
not take advantage of any apparent error or omission in the Plans and specifications, and 
the City Engineer shall be permitted to make such corrections or interpretations as may 
be deemed necessary for the fulfillment of the intent of the Plans and specifications.  In 
the event the Contractor discovers an apparent error or discrepancy, he shall immediately 
call this to the attention of the City Engineer. 

 
5.5 COOPERATION OF CONTRACTOR 
 

The Contractor shall give the work the consistent attention necessary to facilitate the 
progress thereof, and he shall cooperate with the City Engineer, his inspectors, and with 
other Contractors in every way possible.  The Contractor shall provide all facilities to 
enable the City Engineer and his inspectors to inspect the workmanship and materials 
entering into the work. 

 
5.6 CONSTRUCTION STAKES 
 

The City Engineer will furnish the Contractor with all grades, lines and measurements 
necessary for proper prosecution and control of the work.  It shall be the responsibility of 
the Contractor to provide and maintain all construction staking on this project necessary 
for the proper performance and control of the work.  This work is to be performed under 
the direct supervision of a Registered Public Land Surveyor, licensed in the Sate of 
Texas.  Certified cut sheets must be provided to the City Engineer before commencing 
work.  All costs associated with surveying shall be subsidiary to the various bid items. 

 
5.7 AUTHORITY AND DUTIES OF INSPECTORS 
 

Inspectors will be authorized to inspect all work done and all materials furnished.  In case 
of any dispute arising between the Contractor and the Inspector as to the materials 
furnished or the manner of performing the work, the Inspector will have authority to 
reject materials or suspend work until the question at issue can be referred to and decided 
by the City Engineer.   The Inspector will not, however, be authorized to revoke, alter, 
enlarge, or release any requirement of these specifications, not to approve or accept any 
portion of work, nor to issue instructions contrary to the Plans and specifications.  He will 
in no case act as foreman, nor perform other duties for the Contractor, nor interfere with 
the management of the work. 
 



 

 

5.8 PROJECT SAFETY 
 
Where trench depths or other excavations exceed a depth of 5 feet, the Contractor must 
use protective devices as specified on OSHA Standard 29 CFR Part 1926, Subpart P and 
appendices thereto.  A trench shoring plan in accordance with Vernon's Health and Safety 
Code Section 756.021 shall be submitted by the Contractor prior to issuance of a work 
order for this project.  All soil for this project shall be classified as type "C" soil. 
 
The "City of Bryan Excavation Policy" is hereby made part of these specifications and 
shall be adhered to for this project.  The "Record of Excavation" form that is to be filled 
out by the Contractor at the time of excavation is included in this contract.  A full copy of 
this policy is available for review at the City of Bryan City Engineering Division, and/or 
can be mailed upon request.  For additional information about this requirement, contact 
City of Bryan Risk Management Services at (979) 209-5056. 
 
The Contractor will be required to furnish and erect adequate protective devices 
(barricades, warning signs, lights, etc.) to ensure safe conditions once construction has 
begun.  Barricades shall be painted in a color that will be visible at night. 
 
The Contractor shall submit a Traffic Control Plan to the City Engineer, which must be 
approved before the Contractor begins work.  The City Engineer reserves the right to 
change the Traffic Control Plan at anytime. 
 
The Contractor will be held responsible for all damage to the work due to failure of 
barricades, signs, lights, and watchmen to protect it.  Under any and all circumstances 
signs, barricades, lights, and other traffic control devices shall conform to the 
requirements of the Texas Manual on Uniform Traffic Control Devices with respect to 
design, application and maintenance.  

 
5.9 INSPECTION 
 

The Contractor shall furnish the City Engineer with every reasonable facility for 
ascertaining whether or not the work as performed is in accordance with the requirements 
and intent of the specifications and contract.  Any work shall not be done nor materials 
used without suitable supervision or inspections. 

 
5.10 REMOVAL OF DEFECTIVE AND UNAUTHORIZED WORK 
 

All work, which has been rejected or condemned, shall be repaired or if it cannot be 
repaired satisfactorily, it shall be removed and replaced at the Contractor's expense.  
Defective materials shall be immediately removed from the site of the work.  Work done 
without line and grades having been given, work done beyond the lines or not in 
conformity with the grades shown on the Plans or as given, save as herein provided, work 
done without proper inspection, or any extra or unclassified work done without written 
authority and prior agreement in writing as to prices shall be done at the Contractor's risk, 
and will be considered unauthorized, and at the option of the City Engineer may not be 
measured and paid for, and may be ordered removed at the Contractor's expense.  Upon 
failure of the Contractor to repair satisfactorily or to remove and replace, if so directed, 
rejected, unauthorized or condemned work or materials immediately after receiving 
notice from the City Engineer, the City Engineer will, after giving written notice to the 



 

 

Contractor, have the authority to cause defective work to be remedied or removed and 
replaced, or to cause unauthorized work to be removed and to deduct the cost thereof 
from any monies due to the Contractor. 

 
5.11 FINAL INSPECTION 
 

The City Engineer will make final inspection of all work included in the contract as soon 
as practicable after the work is completed and ready for acceptance.  If the work is not 
acceptable to the City Engineer at the time of such inspection, he will inform the 
Contractor as to the particular defects to be remedied before final acceptance will be 
made. 
 

5.12 PUNCH LIST INSPECTION 
 

At the request of the Contractor, on or near the date construction has ended, the City shall 
conduct a punch list inspection to identify additional work to be done, improper or 
incomplete work to be corrected, or other deficiencies in the work, a list of which shall be 
provided to the Contractor.  If all items on the list are not completed, corrected, or 
otherwise resolved within 20 calendar days of the date of publication of the list, the City 
may use the retainage held from the Contractor to complete the items on the list. 
 

5.13 AS-BUILT DRAWINGS 
 

The Contractor shall furnish to the City, one set of clean, red-lined as-built prints 
showing elevations, depth of bury for all utility lines, any deviations from contract 
drawings, etc. prior to final acceptance of the project.  The cost of providing "As-Builts" 
will be subsidiary to the various bid items. 
 



 

 

ITEM 6 - CONTROL OF MATERIALS 
 
 

6.1 SOURCE OF SUPPLY OF MATERIALS 
 

The materials shall be of the best procurable as required by the Plans, specifications and 
special provisions.  The Contractor shall not start delivery of materials until the City 
Engineer has approved the source of supply.  Only materials conforming to these 
specifications shall be used in the work.  The Contractor shall furnish approved materials 
from other sources, if for any reason the product from any source at any time before 
commencement or during the prosecution of the work proves unacceptable.  After 
approval, any material that have become unfit for use will not be permitted in the work. 

 
6.2 SAMPLES AND TESTS OF MATERIALS 
 

Where, in the opinion of the City Engineer or as called for in the specifications, tests of 
materials are necessary, such tests will be made at the expense of the City unless 
otherwise provided.  The failure of the City to make any tests of materials shall in no way 
relieve the Contractor of his responsibility of furnishing materials conforming to the 
specifications.  The Contractor shall furnish adequate samples without charge. 
 
The Contractor shall submit to the City Engineer proof (manufacturer's certificates, test 
reports, mill reports, etc.) that all materials proposed for use in construction of this 
project meet the appropriate specifications.  The City Engineer may require testing or 
retesting by an acceptable independent testing laboratory of any materials submitted for 
use in this project.  If this testing indicates the materials to be unsatisfactory, the 
Contractor shall be required to pay for these tests, and supply materials that comply with 
said specification. 
 
Standard control tests will be made during construction to determine that all materials 
and construction procedures meet the standards and specifications prescribed.  The cost 
of tests performed on materials that do not comply with specifications shall be deducted 
from the monthly payments to the Contractor. 
 
The City Engineer reserves the right to have the Contractor submit test reports by an 
independent testing lab showing construction materials conform to the City of Bryan 
Standard Specifications or referenced specifications. 

 
6.3 STORAGE OF MATERIALS:   
 

Materials shall be stored so as to insure the preservation of their quality and fitness for 
the work.  When directed by the City Engineer, they shall be placed on wooden platforms 
or other hard, clean surfaces and not on the ground, and shall be placed under cover when 
directed.  Stored materials shall be placed and located so as to facilitate prompt 
inspection.  If material is stored on private property, the Contractor will provide the City 
Engineer with written approval of the property owner.  

 
 
6.4 DEFECTIVE MATERIALS 
 



 

 

All materials not conforming to the requirements of these specifications will be rejected 
and shall be removed immediately from the site of the work unless permitted to remain 
by the City Engineer.  Upon failure on the part of the Contractor to comply with any 
order of the City Engineer made under the provisions of this item, the City Engineer will 
have authority to remove and replace defective material and to deduct the cost of removal 
and replacement from any money due to or become due the Contractor. 

 
6.5 ARRANGEMENT AND CHARGE FOR WATER FURNISHED BY THE CITY 
 

Where the Contractor desires to use City water in connection with any construction work, 
he shall make complete and satisfactory arrangements with the City for so doing.  Where 
meters are used, the charge for water will be at the regular established rate; where no 
meters are used, the charge will be as prescribed by ordinance, or where no ordinance 
applies, payment shall be made on that estimated by the City. 
 



 

 

ITEM 7 - LEGAL RELATIONS AND PUBLIC RESPONSIBILITY 
 

 
7.1 LAWS TO BE OBSERVED 
 

The Contractor shall at all times observe and comply with all Federal and State laws and 
City Ordinances and regulations, which in any manner affect the conduct of the work, 
and shall observe and comply with all orders, laws, ordinances and regulations which 
exist or which may be enacted later by bodies having jurisdiction or authority for such 
enactment. 

 
No plea of misunderstanding or ignorance thereof will be considered.  The Contractor 
and his sureties shall indemnify and save harmless the City and all its officers, agents and 
employees against any claims or liability arising from or based on the violation of any 
such law, ordinance, regulation or order whether by himself or his employees, or sub- 
contractors. 

 
7.2 PERMITS AND LICENSES 
 

The Contractor shall obtain all permits and licenses, and give all notices necessary and 
incident to the due and lawful prosecution of the work.  All City of Bryan fees for permits 
will be waived. 
 

7.3 STATE AND CITY SALES TAXES 
 
The Contractor's attention is directed to Texas House Bill 11 (72nd Legislature, 1st C.S.), 
which amended the Texas Tax Code Section 151.311.  This amendment provides that by 
the Contractor entering into a separate contract, the Contractor will become a seller of 
materials purchased for the project, which will obviate paying taxes on materials 
incorporated into the project. 
 
As a seller, the Contractor purchases materials and issues a resale certificate instead of 
paying the sales tax at the time of purchase.  The City, as an exempt entity, will provide 
the Contractor with an exemption certificate at the time of the "sale" of the materials to 
the City, thereby precluding the City, and Contractor, from paying the sales tax on the 
materials. 
 
Services are not tax exempt.  The Contractor will be required to pay all appropriate taxes 
for all services as set forth herein. 
 
For purpose of these Contract Documents, the following definitions are provided for 
materials and services: 
 

Materials: Materials are those items that are tax exempt and are physically 
incorporated into the facility constructed for the City.  Materials include, but are 
not limited to, purchased items such as the filters, pumps, valves, pipe, fittings, 
concrete, asphalt, road-base and sub-base, electrical equipment, building 
components, etc. 
Services: Services are those items that are not tax exempt and are items used by 
the Contractor but that are not physically incorporated into the City's facility 



 

 

and/or are items which are consumed by construction.  Services include, but are 
not limited to items, such as supplies, tools, concrete form, scaffolding, temporary 
storage buildings, the purchase or rental or lease of equipment, skill and labor, 
etc. 

 
For further information concerning taxes as they related to materials and services, the 
Contractor shall refer to House Bill 11 and/or contact the Texas Comptroller of Public 
Accounts, Austin, Texas. 

 
7.4 PATENTED DEVICES, MATERIALS AND PROCESSES 
 

If the Contractor is required or desires to use any design, device, material or process 
covered by letters patent or copyrighted he shall provide for such use by suitable legal 
agreement with the patentee or owner.  It is mutually agreed and understood that without 
exception, contract prices shall include all royalties or costs arising from patents, 
trademarks and copyrights in any way involved in the work.  The Contractor and his 
sureties shall indemnify and save harmless the City from any and all claims for 
infringement by reason of the use of any such patented design, device, materials or 
process or any trademark or copyright in connection with the work agreed to be 
performed under this contract and shall indemnify the City for any cost, expense, or 
damage which it may be obliged to pay by reason of such infringement at any time during 
the prosecution of the work or after completion of the work. 

 
7.5 SANITARY PROVISIONS 
 

The Contractor shall establish and enforce among his employees such regulations in 
regard to cleanliness and disposal of garbage and waste as will tend to prevent the 
inception and spread of infectious or contagious diseases and to prevent effectively the 
creation of a nuisance about the work on any property either public or private, and such 
regulations as are required by the City Engineer shall be put into immediate force and 
effect by the Contractor.  The necessary sanitary conveniences for the use of laborers on 
the work, properly secluded from public observation, shall be constructed and maintained 
by the Contractor in such manner and at such points as will be approved by the City 
Engineer, and their use shall be strictly enforced by the Contractor.  All sanitary laws and 
regulations of the State of Texas and the City of Bryan shall be strictly complied with. 

 
7.6 PUBLIC CONVENIENCE AND SAFETY 
 

Materials stored about the work shall be so placed, and the work shall at all times be so 
conducted as to cause no greater obstruction to the public than is considered necessary by 
the City Engineer.  The Contractor shall make provisions by bridges or other means at all 
cross streets, highways, sidewalks, and private driveways for the free passage of 
pedestrians and vehicles, provided that where bridging is impractical or unnecessary in 
the opinion of the City Engineer, the Contractor may make arrangements satisfactory to 
the City Engineer for the diversion of traffic and shall, at his own expense, provide all 
material and perform all work necessary for the construction and maintenance of 
roadways and bridges for the diversion of traffic. 
The City reserves the right to remedy any neglect on the part of the Contractor as regards 
the public convenience and safety which may come to its attention, after twenty-four 
hours notice in writing to the Contractor, save in cases of emergency, when it shall have 



 

 

the right to remedy any neglect without notice; and in either case, the cost of such work 
done by the City shall be deducted from monies due or to become due the Contractor.  
The Contractor shall notify the City Engineer when any street is closed or obstructed and 
when directed by the City Engineer shall keep any street or streets in condition for 
unobstructed use by the fire apparatus.  Where the Contractor is required to construct 
temporary bridges or make other arrangements for crossings over ditches or streams, his 
responsibility for accidents shall include the roadway approaches as well as the structures 
for such crossings. 
 
The Contractor shall conform to all federal, state and local safety regulations and 
specifically follow those contained in the City of Bryan Safety policy and procedures 
manual. 

 
7.7 PRIVILEGES OF CONTRACTOR IN STREETS, ALLEYS AND 
RIGHT-OF-WAYS 
 

For the performance of the contract, the Contractor will be permitted to occupy such 
portion of streets or alleys, or other public places or other right-of-ways as provided for in 
the ordinances of the City, as shown on the Plans or as permitted by the City Engineer.  A 
reasonable amount of tools, materials and equipment for construction purposes may be 
stored in such space, but not more than is necessary to avoid delays in the construction.  
Excavation and waste materials shall be piled or stacked in such a way as not to interfere 
with spaces that may be designated to be left free and unobstructed, and not 
inconvenience occupants of adjoining property.  Other Contractors of the City may, for 
all purposes required by their contracts, enter upon the work and premises used by the 
Contractor, and the Contractor shall give to other Contractors of the City all reasonable 
facilities and assistance for the completion of adjoining work.  Any additional grounds 
desired by the Contractor for his use shall be provided him at his own expense. 

 
7.8 RAILWAY CROSSINGS 
 

Where the work encroaches upon any right-of-way of any railway, the City will secure 
the necessary easement for the work.  Where railway tracks are to be crossed, the 
Contractor shall observe all the regulations and instructions of the railway company as to 
methods of doing work, or precautions for safety of property and the public.  All 
negotiations with the railway company, except for right- of-way, shall be made by the 
Contractor.  The railway company shall be notified by the Contractor not less than five 
days previous to time of his intentions to begin work.  The Contractor will not be paid 
direct compensation for such railway crossing, but shall receive only the compensations 
as set out in the proposal.  

 
7.9 BARRICADES, LIGHTS AND WATCHMEN 
 

Where the work is carried on in, or adjacent to any street, alley or public place, the 
Contractor shall at his own cost and expense furnish and erect such barricades, fences, 
lights, and danger signals, shall provide such watchmen and shall take such other 
precautionary measures for the protection of persons or property and of the work as are 
necessary.  Barricades shall be painted in a color that will be visible at night.  From 
sunset to sunrise, the Contractor shall furnish and maintain at least one light at each 
barricade.  A sufficient number of barricades shall be erected to keep vehicles from being 



 

 

driven on or into any work under construction.  The Contractor shall furnish watchmen in 
sufficient number to protect the work. 
The Contractor will be held responsible for all damage to the work due to failure of 
barricades, signs, lights, and watchmen to protect it, and whenever evidence is found of 
such damage, the City Engineer may order the damaged portion immediately removed 
and replaced by the Contractor at his own expense.  The Contractor's responsibility for 
the maintenance of barricades, signs and lights, and for providing watchmen, shall not 
cease until the project shall have been accepted by the City. 
 
Under any and all circumstances, signs, barricades, lights and other traffic control devices 
shall conform to the requirements of the Texas Manual on Uniform Traffic Control 
Devices with respect to design, application and maintenance.  As required by the City 
Engineer, the Contractor will submit a traffic control plan.  The City Engineer reserves 
the right to modify the plan at any time. 

 
7.10 USE OF EXPLOSIVES 
 

The use of explosives are prohibited on City Projects.   
 
7.11 PROTECTION AND RESTORATION OF PROPERTY 
 

Where the work passes over or through private property, the City will provide the 
necessary right-of-way.  The Contractor shall not enter upon private property for any 
purpose without having previously obtained permission from the property owner.  The 
Contractor shall be responsible for the preservation of, and shall use every precaution to 
prevent damage to, all trees, shrubbery, plants, lawns, fences, culverts, bridges, 
pavements, driveways, sidewalks, etc., to all water, sewer, and gas lines, to all conduits, 
to all overhead pole lines, and appurtenances thereof; and to all other public or private 
property, along or adjacent to the work.  The Contractor shall notify the proper 
representatives of any public utility, corporation, any company or individual, not less 
than forty-eight hours in advance of any work which might damage or interfere with the 
operation of their or his property along or adjacent to the work.  The Contractor shall be 
responsible for all damages or injury to property of any character resulting from any act, 
omission, neglect, or misconduct in the manner of executing the work, or due to his 
non-execution of the work, or any time due to defective work or materials, and said 
responsibility shall not be released until the work shall have been completed and 
accepted. 
 
When and where any direct or indirect damage or injury is done to public or private 
property on account of any act, omission, neglect or misconduct in the execution of the 
work or in consequence of the non-execution thereof on the part of the Contractor, he 
shall restore or have restored at his own expense such property to a condition equal to or 
better than that existing before such damage or injury was done, by repairing, rebuilding, 
or otherwise restoring as may be directed, or he shall make good such damage from 
injury in a manner acceptable to the owner or the City Engineer.  In case of failure on the 
part of the Contractor to restore such property or make good such damage or injury; the 
City Engineer may, upon forty-eight (48) hours written notice, under ordinary 
circumstances and without notice when a nuisance or hazardous condition results, 
proceed to repair, rebuild, or otherwise restore such property as may be determined 



 

 

necessary, and the cost thereof will be deducted from any monies due or to become due 
the Contractor under his contract. 
 

7.12 RESPONSIBILITY FOR DAMAGE CLAIMS (INDEMNIFICATION) 
 

The Contractor shall defend, indemnify and save harmless the City and all its officers, 
agents (including the Engineer of Record), and employees from all suits, actions, or 
claims of any character, name and description including attorney's fees, expenses brought 
for or on account of any injuries or damages received or sustained by any person or 
persons or property, by or from the said Contractor or his employees or by or in 
consequence of any negligence in safeguarding the work of through the use of 
unacceptable materials in constructing the work, or by or on account of any act or 
omission, neglect or misconduct of the said Contractor, or by or on account of any claims 
of amounts recovered under the Workmen's Compensation Law or any other law, 
ordinance, order or decree, and so much of the money due the said Contractor under and 
by virtue of his contract as shall be considered necessary by the City may be retained for 
the use of the City, or in case no money is due, his sureties shall be held until suit or suits, 
action or actions, claim or claims for injury or damages as aforesaid shall have been 
settled and satisfactory evidence to the effect furnished the City.  Contractor shall defend, 
indemnify and save harmless the City, its officers, agents (including the Engineer of 
Record), and employees in accordance with this indemnification clause regardless of 
whether the injury of damage is caused in part by the City, its officers, agents (including 
the Engineer of Record), or employees.  

 
7.13 PUBLIC UTILITIES AND OTHER PROPERTY TO BE CHANGED 

 
In case it is necessary to change or move the property of any owner or of a public utility, 
such property shall not be moved or interfered with until ordered to do so by the City 
Engineer.  The right is reserved to the owner of public utilities to enter upon the limits of 
the contract for the purpose of making such changes or repairs of their property that may 
be necessary by performance of the contract.  The City reserves the right of entering upon 
the limits of the contract for the purpose of repairing or relaying the sewer and water lines 
and appurtenances, repairing structures, etc., and making other repairs, changes, or 
extensions to any City property. 
 

7.14 USE OF A SECTION OR PORTION OF THE WORK 
 

Wherever in the opinion of the City Engineer any section or portion of the work or any 
structure is in suitable condition, it may be put into use upon the written order of the City 
Engineer, and such usage shall not be held to be in any way an acceptance of said work 
or structure or any part thereof or as a waiver of any of the provisions of these 
specifications or the contract pending final completion and acceptance of the work; all 
necessary repairs and removals or any section of the work so put into use, due to 
defective materials or workmanship or to operations of the Contractor shall be performed 
by the Contractor at his own expense. 

 
 
 
 
 



 

 

7.15 CONTRACTOR'S RESPONSIBILITY FOR THE WORK 
 

Until written acceptance by the City Engineer, as provided for in these specifications, the 
work shall be under the charge and care of the Contractor, and he shall take every 
necessary precaution to prevent injury or damage to the work or any part thereof by 
action of the elements or from any other cause whatsoever, whether arising from the 
execution or non-execution of the work. 

 
7.16 NO WAIVER OF LEGAL RIGHT 
 

Inspection of any order, measurement, quantity, or certificate by the City Engineer, any 
order by the City for payment of money, any payment for or acceptance of any work, or 
any extension or time, or any possession taken by the City, shall not operate as a waiver 
of any provisions of the Contractor or any power therein reserved to the City of any rights 
or damages therein provided.  Any waiver of any breach of Contract shall not be held to 
be a waiver of any other or subsequent breach.  The City reserves the right to correct any 
error that may be discovered in any estimate that may have been paid and to adjust the 
same to meet the requirements of the contract and specifications.  The City reserves the 
right to claim and recover by process of law sums as may be sufficient to correct any 
error or make good any deficiency in the work resulting from such error, dishonesty or 
collusion, upon the conclusive proof of collusion or dishonesty by the Contractor or his 
agents, discovered in the work after the final payment has been made. 

 
7.17 CONTRACTOR'S INSURANCE 

 
The Contractor agrees to maintain, on a primary basis, for the duration of this contract the 
insurance coverages and limits as described below.  The Contractor must deliver to the 
City a certificate(s) of insurance evidencing that such policies are in full force and effect 
within 5 business days of notification of the City’s intent to award a contract.  Failure to 
meet the insurance requirements and provide the required certificate(s) and any necessary 
endorsements within five business days may cause the bid to be rejected.  The City 
reserves the right to obtain complete, certified copies of all required insurance policies at 
any time. 
 
The requirements as to types and limits, as well as the City’s review or acceptance of 
insurance coverage to be maintained by Contractor, is not intended to nor shall in any 
manner limit or qualify the liabilities and obligations assumed by the Contractor under 
the Agreement. 

 
WORKERS' COMPENSATION INSURANCE & EMPLOYERS' LIABILITY 
INSURANCE – Statutory & $500,000/$500,000/$500,000   The Contractor agrees to 
maintain Worker’s Compensation Insurance & Employers Liability.  In the event any 
work is sublet, the Contractor shall require the subcontractor similarly to provide the 
same coverage and shall himself acquire evidence of such coverage on behalf of the 
subcontractor.  Waiver of subrogation in favor of the City required. 
 
 
 
 



 

 

COMMERCIAL GENERAL LIABILITY INSURANCE – Limit of liability not less than 
$1,000,000 per occurrence Contractor agrees to maintain a standard ISO version 
Commercial General Liability occurrence form, or its equivalent providing coverage for, 
but not limited to, Bodily Injury and Property Damage, Premises/Operations, 
Products/Completed Operations, Independent Contractors. 
 
BUSINESS AUTOMOBILE LIABILITY INSURANCE – Limit of liability not less than 
$1,000,000 per occurrence Contractor agrees to maintain a standard ISO version Business 
Automobile Liability, or its equivalent, providing coverage for all owned, non-owned and 
hired automobiles. Should the Contractor not own any automobiles, the business auto 
liability requirement shall be amended to allow the Contractor to agree to maintain only 
Hired & Non-Owned Auto Liability.  This amended coverage requirement may be 
satisfied by way of endorsement to the Commercial General Liability, or separate 
Business Auto policy.   
 
UMBRELLA or EXCESS LIABILITY  Contractors may satisfy the minimum liability 
limits required for Commercial General Liability and Business Auto Liability under an 
Umbrella or Excess Liability policy.  The annual aggregate limit shall not be less than the 
highest “each occurrence” limit.  Contractor agrees to endorse City as an additional 
insured, unless the Certificate states the Umbrella or Excess Liability provides coverage 
on a pure “True Follow Form” basis. 
 
ADDITIONAL INSURED ENDORSEMENTS  Contractor agrees to endorse the City as 
an Insured on each insurance policy required to be maintained, with the exception of the 
worker’s compensation, employers’ liability policy and professional liability insurance.  
It is agreed that the Contractor’s insurance shall be deemed primary with respect to any 
insurance or self-insurance program carried by the City.   
 
WAIVER OF SUBROGATION  Waiver of subrogation in favor of the City of Bryan for 
each required policy.  When required by the insurer or should a policy condition not 
permit Contractor to enter into a pre-loss agreement to waive subrogation without an 
endorsement, then Contractor agrees to notify the insurer and request the policy be 
endorsed with a Waiver of Transfer of rights of Recovery Against Others, or its 
equivalent.  This Waiver of Subrogation requirement shall not apply to any policy, which 
includes a condition specifically prohibiting such an endorsement, or voids coverage 
should Contractor enter into such an agreement on a pre-loss basis.   
 
DEDUCTIBLES, COINSURANCE PENALTIES, & SELF-INSURED RETENTION  
Contractor shall agree to be fully and solely responsible for any costs or expenses as a 
result of a coverage deductible, coinsurance penalty, or self-insured retention; including 
any loss not covered because of the operation of such deductible, coinsurance penalty, or 
self-insured retention. 
 
SUBCONTRACTOR’S INSURANCE  The Contractor shall agree to cause each 
subcontractor employed by Contractor to purchase and maintain insurance of the type 
specified, provided the Contractor’s insurance does not afford coverage on behalf of the 
subcontractor.   
 
 
 



 

 

CERTIFICATE OF INSURANCE   Contractor shall furnish the City with a certificate(s) 
of insurance, executed by a duly authorized representative of each insurer, showing 
compliance with the insurance requirements.  The certificate must be from a company 
with an A.M. Best rating of "A-" or better and/or otherwise acceptable to the City.  
Certificates must be submitted using the ACORD form and all endorsements must be 
included with the submittal.  The certificate(s) shall contain a provision that coverage 
under such policies shall not be cancelled or non-renewed until at least thirty (30) days 
prior written notice, or ten (10) days notice for cancellation due to non-payment of 
premiums, is given the City of Bryan.  
 
If the event the City is notified that a required insurance coverage will cancel or non-
renew during the contract period, the Contractor shall agree to furnish prior to the 
expiration of such insurance, a new or revised certificate(s) as proof that equal and like 
coverage is in effect.  The City reserves the right, but not the obligation, to withhold 
payment to Contractor until coverage is reinstated.  If the Contractor fails to maintain the 
required insurance, the City shall have the right, but not the obligation, to purchase the 
required insurance at Contractor’s expense.  
  
Certificates and notices should be given to the City at the following address: 
 City of Bryan 
 Attn: Purchasing Department 
 1309 E. MLK Street 
 Bryan, TX  77808 
 
RIGHT TO REVIEW AND ADJUST  The City reserves the right to review these 
requirements and to modify insurance coverage and their limits when deemed necessary 
and prudent.  Furthermore, the City reserves the right, but not the obligation, to review 
and reject any insurer providing coverage because of poor financial condition. 
 
 

INDEMNIFICATION: 
 

The Contractor shall defend, indemnify and save harmless the City and all its officers, 
agents (including the Engineer of Record), and employees from all suits, actions, or 
claims of any character, name and description including attorney's fees expenses brought 
for or on account of any injuries or damages received or sustained by any person or 
persons or property, by or from the said Contractor or his employees or by or in 
consequence of any negligence in safeguarding the work, or through the use of 
unacceptable materials in construction of the work, or by or on account of any act or 
omission, neglect or misconduct of the said Contractor, or by or on account of any claims 
of amounts recovered under the Workmen's Compensation Law or any other law, 
ordinance, order or decree, and so much of the money due the said Contractor under and 
by virtue of this contract as shall be considered necessary by the City may be retained for 
the use of the City, or in case no money is due, his sureties shall be held until suit or suits, 
action or actions, claim or claims for injury or damages as aforesaid shall have been 
settled and satisfactory evidence to that effect furnished the City.  Contractor shall 
defend, indemnify and save harmless the City, its officers, agents (including the Engineer 
of Record), and employees in accordance with this indemnification clause regardless of 
whether the injury or damage is caused in part by the City, its officers, agents or 
employees. 



 

 

 
7.18 ANTITRUST 
 

Contractor hereby assigns to the City any and all claims for overcharges associated with 
this contract which arise under the antitrust laws of the United States, 15 U.S.C.A.  Sec. 1 
et seq.  (1973). 

 



 

 

ITEM 8 - PROSECUTION AND PROGRESS 
 
 

8.1 SUBLETTING THE WORK 
 

If the Contractor sub-lets any part of the work to be done under this contract, he will not 
under any circumstances be relieved of his responsibility and obligations.  The Contractor 
shall not sub-let more than 70 percent of the work as measured by the contract price.  All 
transactions of the City Engineer will be with the Contractor.  Subcontractors will be 
considered only in the capacity of employees or workmen, and shall be subject to the 
same requirements as to character and competency.  The City will not recognize any 
subcontractor on the work.  The Contractor shall at all times when the work is in progress 
be represented by a qualified designated representative.  Contractor shall remove and 
replace subcontractors or workers if Contractor or City deem it necessary to prevent harm 
to workers, the work or City’s property. 

 
8.2 ASSIGNMENT OF CONTRACT 
 

The Contractor shall not assign, transfer, convey or otherwise dispose of the contract or 
his rights, title or interest in or to the same, or any part thereof, without the previous 
consent of the City expressed by resolution of the City Council and concurred in by the 
sureties.  If the Contractor does, without such previous consent, assign, transfer, convey 
or otherwise dispose of the contract or of his right, title or interest therein, or any part 
thereof to any person or persons, partnership, company, firm or corporation, or by 
bankruptcy, voluntary or involuntary, or by assignment under the insolvency laws, of any 
state, attempt to dispose of the contract or make default in or abandon said contract, then 
the contract may at the option of the City be revoked and annulled, unless the sureties 
shall successfully complete said contract, and any monies due or to become due under 
said contract shall be retained by the City as liquidated damages for the reason that it 
would be impracticable and extremely difficult to fix the actual damages. 

 
8.3 PROSECUTION OF THE WORK 
 

The Contractor shall begin the work to be performed under the contract within fifteen 
(15) days after the date of the authorization to begin work and shall continuously 
prosecute same with such diligence as will enable him to complete the work within the 
time limit specified.  He shall notify the City Engineer at least twenty-four (24) hours 
before beginning work at any point.  He shall not open up work to the detriment of work 
already begun.  The beginning, sequence, and prosecuting of the work shall be governed 
by the orders of the City Engineer, and the Contractor shall conduct his operations so as 
to impose a minimum interference to the public. 

 
8.4 LIMITATION OF OPERATIONS 
 

The work shall be so conducted as to create a minimum amount of inconveniences to the 
public.  At any time when in the judgment of the City Engineer the Contractor has 
obstructed or closes or is carrying on operations on a greater portion of the street or 
public way than is necessary for the proper execution of the work, the City Engineer may 



 

 

require the Contractor to finish the sections of work which is in progress before 
operations are started on any additional section. 
 

8.5 CHARACTER OF WORKMEN AND EQUIPMENT 
 

The Contractor shall employ such superintendents, foremen and workmen as are careful 
and competent, and the City Engineer may demand the dismissal of any person or 
persons employed by the contractor, in, about or on the work who shall misconduct 
himself or be incompetent or negligent in the proper performance of his or their duties or 
neglect or refuse to comply with the directions of the City Engineer, and such person or 
persons shall not be employed thereon again without the written consent of the City 
Engineer. 
 
The Contractor shall furnish such equipment as is considered necessary for the 
prosecution of the work in an acceptable manner, and at a satisfactory rate of progress. 

 
8.6 COMPUTATION OF CONTRACT TIME FOR COMPLETION 
 

The Contractor shall complete the work within the number of working days or calendar 
days stated in the contract.  For the purpose of computation, working days will begin on 
the date indicated in the written authorization by the City Engineer to proceed. 

 
The City Engineer will furnish the Contractor a monthly statement on forms furnished by 
the City, showing number of working days charged during the month, total number of 
working days allowed in contract, and the working days remaining under the contract.  
The Contractor will be allowed ten (10) days in which to protest the correctness of the 
statement, otherwise the statement will stand.  If the satisfactory completion of the 
contract shall require unforeseen work or work and materials in greater amounts or 
quantities than those set forth in the contract, then additional working days or suspension 
of time charge will be allowed the Contractor equal to the time which, in the opinion of 
the City Engineer, the work as a whole is delayed. 

 
8.7 FAILURE TO COMPLETE ON TIME 
 

The time of completion is the essence of the contract.  For each working or calendar day 
that any work shall remain uncompleted after the time specified in the Proposal and the 
Contract, or the increased time granted by the City, or as increased by work or materials 
ordered as provided in Section 8.6, the sum per day given in the following schedule, 
unless otherwise specified in the Special Provisions, will be deducted from the monies 
due the Contractor, not as a penalty but as liquidated damages. 

 



 

 

 
 

AMOUNT OF CONTRACT 
$  TO  $ 

AMOUNT OF 
LIQUIDATED 

DAMAGES PER DAY 
$ 

0   to    10,000  200 

10,000   to    25,000  300 

25,000   to    50,000  400 

50,000   to   100,000  500 

100,000   to   500,000  600 

500,000   to 1,000,000  700 

1,000,000   to 2,000,000  800 

2,000,000   to _________  1000 

 

The sum of money thus deducted for such delay, failure or non-completion is not to be 
considered as a penalty, but shall be deemed, taken and treated as reasonable liquidated 
damages, since it would be impracticable and extremely difficult to fix the actual 
damages. 

 
8.8 SUSPENSION BY COURT ORDER 
 

The Contractor shall suspend such part or parts of the work ordered by the Court, and 
will not be entitled to additional compensation by virtue of such court order.  Neither will 
he be liable to the City in the event the work is suspended by such Court Order. 

 
8.9 TEMPORARY SUSPENSION 
 

The City Engineer shall have the authority to suspend the work wholly or in part for such 
period or periods as he may deem necessary due to unsuitable weather conditions or any 
other conditions as are considered unfavorable for the suitable prosecution of the work.  
If it should become necessary to stop work for an indefinite period, the Contractor shall 
store all materials in such manner that they will not obstruct or impede the public 
unnecessarily nor become damaged in any way, and he shall take every precaution to 
prevent damage or deterioration of the work performed, he shall provide suitable 
drainage about the work and erect temporary structures where necessary.  The Contractor 
shall not suspend work without written authority from the City Engineer, and shall 
proceed with the work promptly when notified by the City Engineer to resume 
operations.  The "Time Charge" will be suspended during any such period of suspension. 

 



 

 

8.10 SUSPENSION OF WORK AND ANNULMENT OF CONTRACT 
 

The work or any portion of the work under contract shall be suspended immediately on 
written order of the City Engineer, a copy of such notice to be served on the Contractor's 
sureties, or the contract may be annulled by the City for any good cause or causes, among 
others of which special reference is made to the following: 

 
(a) Failure of the Contractor to begin the work within the time specified. 
(b) Substantial evidence that the progress of the work being made by the Contractor 

is insufficient to complete the work within the specified time. 
(c) Failure of the Contractor to provide sufficient and proper equipment for properly 

executing the work. 
(d) Substantial evidence that the Contractor has abandoned the work. 
(e) Substantial evidence that the Contractor has become insolvent or bankrupt, or 

otherwise financially unable to carry on the work. 
(f) Deliberate failure on the part of the Contractor to observe any requirements of 

these specifications or to comply with any orders given by the City Engineer as 
provided for in these specifications. 

(g) Failure of the Contractor to promptly make good any defects in materials or 
workmanship, or any defects of any nature, the correction of which has been 
directed in writing by the City Engineer. 

(h) Substantial evidence of collusion for the purpose of illegally obtaining a contract 
or perpetrating fraud on the City in the construction of work under contract. 

 
When the work is suspended for any of the causes itemized above, or for any other cause 
or causes, the Contractor shall discontinue the work or such part thereof as the City shall 
designate, whereupon the sureties may at their option assume the contract or that portion 
thereof which the City has ordered the Contractor to discontinue, and may perform the 
same or may, with the written consent of the City, sub-let the work or that portion of the 
work so taken over, provided, however, that the sureties shall exercise their option within 
15 days after the written notice to discontinue the work has been served upon the 
Contractor and upon the sureties or their agents. The sureties in such event shall assume 
the Contractor's place in all respects, and shall be paid by the City for all work performed 
by them in accordance with the terms of the contract.  All monies remaining due the 
Contractor at the time of his default shall thereupon become due and payable to the 
sureties as the work progresses, subject to all terms of the contract.  In case the sureties 
do not, within the herein above specified time, exercise their right and option to assume 
the contract or that portion thereof which the City has ordered the Contractor to 
discontinue, then the City shall have the power to complete by contract or otherwise, as it 
may determine, the work herein described or such part thereof as it may deem necessary, 
and the Contractor hereto agrees that the City shall have the right to take possession of 
and use any of the materials, plant, tools, equipment, supplies, and property of every kind 
provided by the Contractor for the purpose of this work and to procure other tools, 
equipment and materials for the completion of the same, and to charge to the account of 
the Contractor the expense of said contract for labor, materials, tools, equipment and 
expenses incident thereto.  The expense so charged shall be deducted by the City out of 
such monies as may be due or may at any time thereafter become due the Contractor 
under and by virtue of the contract or any part thereof.  The City shall not be required to 
obtain the lowest bid for the work of completing the contract, but the expenses to be 
deducted shall be the actual cost of such work.  In case such expense is less than the sum 



 

 

which would have been payable under the contract if the same had been completed by the 
Contractor, then in such case the City may pay to the Contractor the difference in the 
cost, provided that the Contractor shall not be entitled to any claim for damages or for 
loss of anticipated profits. In case such expense shall exceed the amount which would 
have been payable under the contract if the same had been completed by the Contractor, 
then the Contractor and his sureties shall pay the amount of such excess to the City on 
notice from the City of the excess due.  When any particular part of the work is being 
carried on by the City by contract or otherwise under the provisions of this section, the 
Contractor shall continue the remainder of the work in conformity with the terms of the 
contract, and in such manner as in no wise to hinder or interfere with the performance of 
workmen employed as above provided by the City. 

 
8.11 TERMINATION OF CONTRACT 
 

The contract will be considered fulfilled, save as provided in any maintenance 
stipulations, bond, or by law, when all work has been completed, the final inspection 
made by the City Engineer, and final acceptance and final payment made by the City. 
 



 

 

ITEM 9 - MEASUREMENT AND PAYMENT 
 
 

9.1 MEASUREMENT OF QUANTITIES 
 
The determination of quantities of work acceptably completed under the terms of the 
contract, or as directed by the City Engineer in writing, will be made by the City 
Engineer, based on measurements made by the City Engineer.  These measurements will 
be taken according to the U.S. Standard measurements used in common practice and will 
be the actual length, area, solid contents, numbers and weights. 

 
9.2 SCOPE OF PAYMENT 
 

The Contractor shall receive and accept the compensation, as herein provided, in full 
payment for furnishing all labor, tools, materials, equipment and incidentals; for 
performing all work contemplated and embraced under the contract; for all loss or 
damage arising out of the nature of the work, or from the action of the elements; for any 
unforeseen defects or obstruction which may arise or be encountered during the 
prosecution of the work, and before its final acceptance by the City Engineer; for all risks 
of whatever description connected with the prosecution of the work; for all expense 
incurred by or in consequence of suspension or discontinuance of such prosecution of the 
work as herein specified; for any infringement of patents, trademarks, or copyrights, and 
for completing the work in an acceptable manner according to the Plans and 
specifications.  The payment of any current or partial estimate prior to final acceptance of 
the work by the City shall in no way constitute an acknowledgment of the acceptance of 
the work, nor in any way prejudice or affect the obligation of the Contractor to repair, 
correct, renew, or replace, at his own expense, any defects or imperfections in the 
construction, or in the strength or quality of the materials used in or about construction of 
the work under contract and its appurtenances nor any damage due or attributed to such 
defects, which defects, imperfections, or damage shall have been discovered on or before 
the final inspection and acceptance of the work.  The City Engineer shall be the sole 
judge of such defects, imperfections, or damage, and the Contractor shall be liable to the 
City for failure to correct the same, as provided herein. 
 
Any item of work not covered in the proposal will not be paid for directly, but shall be 
considered as subsidiary to a regular bid item. 

 
9.3 PAYMENT FOR EXTRA WORK 
 

The extra work done by the Contractor and authorized and approved by the City Engineer 
will be paid for in the manner hereinafter described and the compensation thus provided 
shall be accepted by the Contractor as payment in full for all labor, materials, tools, 
equipment and incidentals and all superintendents and timekeepers services, all 
insurance, bond and all other overhead expense incurred in the prosecution of the extra 
work.  Payment for extra work will be made by one of the following methods: 
 
 
 

 



 

 

(a) Method "A" - By unit prices agreed on in writing by the City Engineer and 
approved by the City before the said work is commenced, subject to all other 
conditions of said contract. 

 
(b) Method "B" - By lump sum price agreed on in writing by the City Engineer and 

the Contractor and approved by the City before said extra work is commenced, 
subject to all other conditions of the contract. 

 
For emergency field changes, the Contractor shall not proceed with any work that would 
require a Change Order to the contract without verbal approval, followed up by written 
approval of the City Engineer.  The Contractor shall execute a project Change Order 
within one (1) working day of the Notice to Proceed with Emergency Work. 
 
Under normal working conditions (non-emergency), the Contractor will not proceed with 
the required work identified in a Change Order until an approved Change Order is 
provided to the Contractor. 

 
9.4 PARTIAL ESTIMATES 
 

By the 25th day of each month, the Contractor will make an approximate estimate of the 
value of the work done during the month under these specifications and submit the 
estimate to the City Engineer for review.  The City Engineer will review the payment 
request and an approved payment will be made by the 15th day of the following month.  
Whenever the said estimate or estimates of work done since the last previous estimate 
exceeds five hundred dollars ($500) in amount, a percentage of such estimated sum will 
be paid the Contractor on or before the 15th day of the month following.  The partial 
estimate may include acceptable non-perishable materials delivered to the work for which 
one hundred percent (100%) or the net invoice will be allowed.  The percent retained by 
the City will be ten percent (10%) on all partial estimates of the total amount of work 
completed.  Five percent (5%) will be retained by the City on all partial estimates if the 
contract amount is four hundred thousand dollars ($400,000) or more.  The Contractor 
shall furnish the City of Bryan such detailed information as requested to aid in evaluating 
partial estimates.  It is understood that the partial monthly estimates and payments will be 
subject to review and correction by the City of Bryan of the estimate rendered following 
discovery of an error in the current and any previous estimate, and no such estimate shall 
in any respect be taken as an admission of the City of the amount of work done or of its 
quality of sufficiency nor as an acceptance of the work or the release of the Contractor of 
any of his responsibility under the contract.  No partial or monthly estimates will be made 
on contracts with a value of less than fifteen thousand dollars ($15,000). 

 
9.5 FINAL ACCEPTANCE 
 

Whenever the improvement provided for by the contract shall have been completely 
performed on the part of the Contractor, the Contractor shall notify the City Engineer that 
the improvements are ready for final inspection.  The City Engineer will then make such 
final inspection, and if the work is satisfactory and in accordance with the Specifications 
and Contract, he will give the Contractor a written Letter of Acceptance. 

 
 
 



 

 

9.6 FINAL PAYMENT 
 

Whenever the improvements provided for by the contract shall have been completely 
performed on the part of the Contractor as evidenced by the City Engineer in the Letter of 
Acceptance, a final estimate showing the value of the work will be prepared by the City 
Engineer as soon as the necessary measurements and computations can be made.  All 
prior estimates upon which payments have been made are subject to necessary 
corrections or revisions in the final payment.  The amount of this final estimate less any 
sums previously paid under the provisions of the contract, will be paid the Contractor 
within thirty (30) days after final acceptance provided the Contractor has furnished the 
City satisfactory evidence that all sum of money due for any labor, materials, apparatus, 
fixtures, or machinery furnished for and used in the prosecution of the work, or that the 
person or persons to whom the same may respectively be due have consented to such 
final payment.  The acceptance by the Contractor of the last payment as aforesaid shall 
operate as and shall release the City from all claims and liabilities under the contract or 
for any act or neglect of said City relating to or connected with the contract. 
 
It shall be the responsibility of the prime Contractor to have all subcontractors submit 
affidavits to the City Engineer stating that they have been compensated for services 
performed before release of the prime Contractor's retainage.  The prime Contractor shall 
also submit an affidavit stating that all suppliers have been paid. 

 
9.7 GUARANTEE OF WORK 
 

The Contractor shall guarantee the work which he does against defective materials and 
workmanship for a period of one (1) year from the date of a letter of final acceptance by 
the City of Bryan, Texas.  Should defective materials or workmanship occur, the 
Contractor shall have seven (7) working days, after written notice of same is given to him 
by the City of Bryan, Texas, to make any and all repairs at his own expense.  If the 
Contractor fails to correct the defect within the seven (7) working days, then the City may 
make the necessary repairs and charge the Contractor with the actual cost of all labor, 
materials and equipment time required.  

 
The Contractor shall have his Performance Bond to continue for one (1) year after final 
acceptance of the work to cover the guarantee as set forth above. 

 
 
 
 
 
 
 
 
 
 
 



Engineering Projects-Construction 

CERTIFICATE OF INSURANCE DATE (MM/DD/YY) 

THIS CERTIFICATE IS ISSUED AS A MATTER OF INFORMATION ONLY 
AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER.  THIS 
CERTIFICATE DOES NOT AMEND, EXTEND OR ALTER THE COVERAGE 
AFFORDED BY THE POLICIES BELOW. 

PRODUCER 
 

 
INSURERS AFFORDING COVERAGE 

INSURER A: 

INSURER B: 

INSURER C: 

INSURER D: 

INSURED 

INSURER E: 
COVERAGES 
THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD INDICATED.  NOTWITHSTANDING ANY 
REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, 
THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THER TERMS, EXCLUSIONS AND CONDITIONS OF SUCH POLICIES.  
AGGREGATE LIMITS SHOWN MAY HAVE BEEN REDUCED BY PAID CLAIMS. 
INSR 
LTR TYPE OF INSURANCE POLICY NUMBER POLICY EFFECTIVE 

DATE (MM/DD/YY) 
POLICY EXPIRATION 

DATE (MM/DD/YY) LIMITS 

GENERAL LIABILITY EACH OCCURRENCE $   1,000,000 

    COMMERCIAL GENERAL LIABILITY FIRE DAMAGE (Any one fire) $          50,000 

       CLAIMS MADE         OCCUR MED EXP (Any one person) $            5,000 

      OWNER’S & CONT. PROT PERSONAL & ADV INJURY $   1,000,000 

      OWNER’S PROTECTIVE LIABILITY GENERAL AGGREGATE $   1,000,000 

GEN’L AGGREGATE LIMIT APPLIES PER: 
PRODUCTS – COMP/OP 
AGG $   1,000,000 

 
A 

     POLICY           PROJECT         LOC 

   

  
AUTOMOBILE LIABILITY 
     ANY AUTO 

COMBINED SINGLE LIMIT 
(Ea accident) $   1,000,000 

   ALL OWNED AUTOS 
     SCHEDULED AUTOS 

BODILY INJURY 
(Per person) $ 

     HIRED AUTOS 
     NON-OWNED AUTOS 
     __________________________________ 

BODILY INJURY 
(Per accident) $ 

       

 
B 
 
 
 
  

   

PROPERTY DAMAGE 
(Per accident) $ 

GARAGE LIABILITY AUTO ONLY-EA ACCIDENT $ 

      ANY AUTO $ 
 

 

   

OTHER THAN             EA ACC 
AUTO ONLY                     AGG $ 

EXCESS LIABILITY EACH OCCURENCE $    

      OCCUR              CLAIMS MADE AGGREGATE $    

  $ 

       DEDUCTIBLE  $ 

 

C 

        RETENTION     $ 

   

 $ 

      WC STATU-           OTHER 
      TORY LIMITS 

 

E.L. EACH ACCIDENT $      500,000 

E.L. DISEASE-EA EMPLOYEE $      500,000 

 

D 

WORKERS COMPENSATION AND  
EMPLOYER’S LIABILITY 

   

E.L. DISEASE-POLICY LIMIT $      500,000 
 OTHER 

 
     

DESCRIPTION OF OPERATIONS / LOCATION / VEHICLES / EXCLUSIONS ADDED BY ENDORSEMENT / SPECIAL PROVISIONS 
City of Bryan shall be named as additional insured on all Commercial General Liability and Automobile Liability policies.  All policies to include 
a Waiver of Subrogation in favor of the City of Bryan.  (All Endorsements must be submitted with the certificate). 
CERTIFICATE HOLDER ADDITIONAL INSURED; INSURER LETTER:  ______                CANCELLATION 

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BY CANCELLED BEFORE THE 

EXPIRATION DATE THEREOF, THE ISSUING INSURER WILL ENDEAVOR TO MAIL 30 
DAYS WRITTEN NOTICE TO THE CERTIFICATE HOLDER NAMED TO THE LEFT, BUT 
FAILURE TO DO SO SHALL IMPOSE NO OBLIGATION OR LIABILITY OF ANY KIND UPON 
THE INSURER, ITS AGENTS OR REPRESENTATIVES. 

City of Bryan 
Attn:  Purchasing Department 
1309 E. Martin Luther King 
Bryan, Texas 77803 AUTHORIZED REPRESENTATIVE 

 
 

 



 

 

C O N T R A C T  
 
 
THE STATE OF TEXAS  } 
COUNTY OF BRAZOS    } 
 
 
 
THIS MEMORANDUM OF AGREEMENT this day made and entered into by and between 
the City of Bryan, a Municipal Corporation, Party of the First Part, and for brevity hereinafter 
called "City", and      
                                                                                                                                                               
Party of the Second Part, and for brevity hereinafter called "Contractor", 
 
 
 
 
 
  W I T N E S S E T H 
 
 
 1. 
 
That for the consideration hereinafter agreed to be paid by the City of Bryan, the said Contractor 
undertakes, covenants, and agrees to perform the work herein contracted to be done, in every 
detail conforming to the advertisement, proposal, specifications, including special provisions, 
plans, or working drawings, and special agreements, on a certain public work described as: 
 
  SOUTH PARKER STREET SEWER IMPROVEMENTS   

                    

for the not to exceed sum of          . ($             

) 

 

 

 2. 
 
The Contractor hereby agrees to commence work under this Contract on a date to be specified in 
a work order of the City Engineer, and to complete fully all work hereunder within 30              
working days thereafter.  The Contractor further agrees to pay as liquidated damages the sum of   
    for each consecutive calendar day used over and above the above mentioned work time. 
 
 
 
 
 
 3. 
 



 

 

The City agrees that by the 25th day of each month the Contractor will make an approximate 
estimate of the value of the work done during the month under the Contract.  Whenever the said 
estimates of work done since the last previous estimate exceeds $500.00 in amount, 90% of such 
estimated sum will be paid to the Contractor on or before the 15th day of the month next 
following.  When the contract amount is $400,000.00 or more, 95% of such estimated sum will 
be paid.  The partial estimate may include acceptable, non-perishable materials delivered to the 
work.  Such payment will be allowed on a basis of 100% of net invoice value.  The Contractor 
shall furnish the City of Bryan such detailed information as may be requested to aid as a guide in 
evaluating partial estimates. 
 
 
 
 4. 
 
It is further mutually agreed that should it appear to the City, or to the Engineer in charge that at 
any time during the existence of this Contract, the sureties on the said Contractor's bond have 
become insolvent, bankrupt, or otherwise financially unable to protect the City under the terms 
of the said Contract, the City may demand the said Contractor to furnish additional security in 
some approved surety company satisfactory to the City: the act of the City or the Engineer, with 
reference to demanding new or additional security, shall never be construed to relieve the 
original sureties of their obligation under the said Contract, or in any way to relieve the 
Contractor.  The City may stop the said work under the Contract until additional security has 
been furnished by the said Contractor, and the City shall in no case be liable to the said 
Contractor on account thereof.  The City may exercise its rights as provided in the attached 
specifications to take charge of the said work in the event of the refusal or failure of the 
Contractor to comply with the demands of the City with reference to furnishing additional 
security. 
 
 
 5. 
 
That in consideration of the Contractor fully and faithfully complying with all the terms, 
provisions, and stipulations of this contract, the City of Bryan undertakes, covenants, and agrees 
to pay to the said Contractor for the furnishing of all material and labor, and the performance of 
the work herein contracted for the following sums or prices as shown by the attached proposal of 
bid of the Contractor, which said prices shall be the full compensation to be received by the said 
Contractor under the terms of this contract: Performable and enforceable in Brazos County, 
Texas. 
 
 
 
 
 
 
 
 
 
 
 
 



 

 

IN TESTIMONY WHEREOF, the City of Bryan has caused this instrument to be signed in its 
corporate name, and on its behalf, by its Mayor thereof, attested by its City Secretary, with its 
corporate seal affixed, and the said          
 thereby binding themselves, their heirs, successors, assigns, and representatives for the 
faithful and full performance of the terms and provisions of this contract, individually, jointly 
and severally. 
 
EXECUTED in duplicate original this               day of                        , 20        , at Bryan, Texas, 
where this contract is performable and enforceable. 
 
 
 
 

Party of the First Part 
CITY OF BRYAN, TEXAS 

Approved as to Form:     Approved: 
 
 
           BY: 
Michael Cosentino - City Attorney    Ernie Wentrcek - Mayor  
 
 
Prepared and Recommended:    Attest: 
 
 
         
W. Paul Kaspar, P.E. – Asst. City Engineer   Mary Lynne Stratta - City Secretary 
 
 
Approved for Processing:    Party of the Second Part 

(CONTRACTOR) 
 
 
         BY:  
Linda Grubbs Huff, P.E.       President  
Acting Public Works Director 
 

Attest: 
Approved for Council:  
  
                                                                                   

Witness 
Kean Register – Acting City Manager 
  
                                                                                   
 



 

 

Bond No.     
 

PERFORMANCE BOND 
 

STATE OF TEXAS 
COUNTY OF                      
 
 KNOW ALL MEN BY THESE PRESENTS That         
of the City of                       , County of                     , and State of                       , as 
principal, and                     authorized under the laws of the State of 
Texas to act as surety on bonds for principals, are held and firmly bound unto the City of Bryan 
of Brazos County, Texas (Owner), in the penal sum of         
                                     ($                        ) for the payment whereof, 
the said Principal and Surety bind themselves and their heirs, administrators, executors, 
successors and assigns, jointly and severally by these presents: 
 
          WHEREAS, the Principal has entered into a certain written contract with the Owner, 

dated the  day    of                                     , 20     , to furnish all labor, materials and 

equipment necessary for completing          

             

             

                                                                                                               

which contract is hereby referred to and made a part hereof as fully and to the same extent as if 
copied at length herein. 
 
 
 NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION IS SUCH, that 
if the said Principal shall faithfully perform said Contract and shall in all respects duly and 
faithfully observe and perform all and singular the covenants, conditions and agreements in and 
by said contract agreed and covenanted by the Principal to be observed and performed, and 
according to the true intent and meaning of said Contract and the Plans and the Specifications 
hereto annexed, then this obligation shall be void; otherwise to remain in full force and effect; 
 
 
 PROVIDED, HOWEVER, that this bond is executed pursuant to the provisions of 
Chapter 2253, Government Code, Vernon’s Texas Civil Statues and all liabilities on this bond 
shall be determined in accordance with the provisions of said Code to the same extent as if it 
were copied at length herein. 
 
 Surety, for value received, stipulates and agrees that no change, extension of time, 
alteration or addition to the terms of the contract, or to the work performed thereunder, or 
the plans, specifications or drawings accompanying the same, shall in anywise affect its 
obligation on this bond, and it does hereby waive notice of any such change, extension of 
time, alteration or addition to the terms of the contract, or to the work to be performed 
thereunder.  Performable and enforceable in Brazos County, Texas. 
  



 

 

 IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this 
instrument this               day of                                      , 20           . 
 
 
                                                                                                           
  Principal        Surety 
 
 
 
By                                          Title                               
 
Title                                              Title                               
 
Address                                                 Address                              
 
                                                        
 
 
 
The name and address of the Resident Agent of Surety is: 
 
              
 
              
 
 
 
 
 
 
Corporation Seal if Corporation. 
 
Bonding Company Seal if Bonding Company. 
 
 
 
 
 
 



 

 

Bond No.     
 

PAYMENT BOND 
 
STATE OF TEXAS 
COUNTY OF                      
 
 KNOW ALL MEN BY THESE PRESENTS That                     
of the City of                             , County of                                  , and State of                           , 
as principal, and          authorized under the 
laws of the State of Texas to act as surety on bonds for principals, are held and firmly bound unto 
the City of Bryan of Brazos County, Texas (Owner), in the penal sum of        
                                                                                         ($                    ) 
for the payment whereof, the said Principal and Surety bind themselves and their heirs, 
administrators, executors, successors and assigns, jointly and severally by these presents: 
 
 
 WHEREAS, the Principal has entered into a certain written contract with the Owner, 
dated the 
          day of                        , 20       , to furnish all labor, materials and equipment necessary for 

completing             

             

                                     

which Contract is hereby referred to and made a part hereof as fully and to the same extent as if 
copied at length herein. 
 
 
 NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION IS SUCH, that 
if the said Principal shall pay all claimants supplying labor and materials to him or a 
subcontractor in the prosecution of the work provided for in said contract, then, this obligation 
shall be void; otherwise to remain in full force and effect; 
 
 PROVIDED, HOWEVER, that this bond is executed pursuant to the provisions of 
Chapter 2253, Government Code, Vernon’s Texas Civil Statues and all liabilities on this bond 
shall be determined in accordance with the provisions of said Code to the same extent as if it 
were copied at length herein. 
 
 Surety, for value received, stipulates and agrees that no change, extension of time, 
alteration or addition to the terms of the contract, or to the work performed thereunder, or 
the plans, specifications or drawings accompanying the same, shall in anywise affect its 
obligation on this bond, and it does hereby waive notice of any such change, extension of 
time, alteration or addition to the terms of the contract, or to the work to be performed 
thereunder.  Performable and enforceable in Brazos County, Texas. 
 
 
 
 
 



 

 

 IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this 
instrument this               day of                                            , 20          . 
 
 
                                                                        
  Principal        Surety 
 
 
 
By                                                   Title                                 
 
Title                                                     Title                               
 
Address                                         Address                              
 
                               
 
 
 
The name and address of the Resident Agent of Surety is: 
 
              
              
 
 
 
 
 
 
Corporation Seal if Corporation. 
 
Bonding Company Seal if Bonding Company. 
 
 



 

 

 
CONTRACTOR'S AFFIDAVIT OF BILLS PAID 

 

 

STATE OF TEXAS  § 

COUNTY OF BRAZOS § 

Personally, before me the undersigned authority, on this day appeared                

, who being duly sworn, on oath, says that he is the legal representative of     

                                       and that Contract No.    

                                                       for the construction of the project 

designated as                                                 

has been completed in accordance with the Plans and Specifications and Contract Documents, 

and that all bills for materials, apparatus, fixtures, machinery, and labor used in connection with 

the construction of this project have, to the best of his knowledge and belief, been fully paid. 
 

BY:                                 
       Representative for the Contractor 
 
 
 
SWORN TO AND SUBSCRIBED BEFORE ME this the             day of                                 , 20          
.  
 
 
              

                        
       Notary Public in and for 
       Brazos County, Texas  
 
 
 ( S E A L ) 
 
 


